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SCOPE OF WORK 

PERMITTING 

The installing col"tractor 1s responsible 

for obtaining all per'Tl1ts, licenses and 

approvals required in accordance with 

state and local laws and codes 

2 Required permits may include, but are 

not Im1teo to 

a Tank Registration. Acceptance 

Testing and 1rspect1on 

b Fire Marshal Plan Review 

Approval and lnspect,on 

c Electnca, Permit and Inspection 

d Masonry Permit and Inspection 

e Landscaping Permit and 

Inspection 

INSTALLATION 

Temporarily relocate/reconnect the 

existing generator to the loads currently 

served until final cutover. 

2. Install new concrete pad if required or

modify existing pad.

a Pad designed to support the 

total weight of the generator 

including fuel 1f supplied with 

subbase tank. 

b. Pad must meet local codes

requirements

c. Pad d1mens1ons will be 6" longer

and wider than the 

generator/tank. 

3 Install new fence or modify existing fence 

to accommodate new equipment 

a. Fence must be 8' tall with 36"

clearance around all sides of

generator and tank

b Provide lockable double gate

opening no less than 36 ' per

gate (72" total)

4 Prov1de/1nstall bollards as required. 

a up to ten (10) 8" x 8 

b 4' above and 4· below grade 

c Spaced 4' apart on centers 

S Install underground feeder and C0"trol 

conduits 

a C Jt al'd rxc Jvate ex1sti�g 

concrete/aspralt as required 

b Backfil w.tt, g avr, ard patcfi as 

reqJired. 

t:, inst 1,I new feede•s fror1 new generator 

:o r ew equ prriert 1A TS GCC, etc , 

7 1'1Stall r,ew Autorriatic Trans�er Sw tc'"les 

,ATS) 

8 ,nstall ne,.11 Pare! board and breakers as 

required 

9 Iris tall conduit ar,d wiring for local and 

•er1ote Mon·tonng

10 Paint exterior conduit, w,re ways 

1unctIor, boxes and mounting hardware 

to mater painted wall surface to which 

attached Do not paint to match natural 

surf aces Do rot pamt wall-mounted 

A TSt s I, GCC, Disconnects and 

Panelboards 1n the generator compound 

11 lnsta:I 1" conduit to generator for two (2) 

120 Volt circuits to supply the battery 

charger and block heater. 

12 lnsta:I two (2) l" spare conduits from 

ATS-1 to generator 

13 Install Remote A/V Panel faceplate in 

place of ex1stIng and repair, modify, 

replace interconnecting winng as 

required 

14 Install Remote Serial Annunciator (RSAIII) 

in computer room or hallway between 

computer room and management offices 

(see installation manual for interconnect 

wire/cable to generator controller) 

15. Receive, offload, set and anchor new

generator/tank on concrete pad,

supplying required offloading equ,pment

as required (e.g. crane, rigging, etc.).

16. lnstal: emergency branch circuits as

required.

17 Install ah cables and terminate as 

required, with the following exceptions 

a All cable/wire landed in the EMS 

panel will be terminated by 

others. Provide 4' :oop with 

each wire/cable labeled 

b All cable/wire landed m the 

generator enclosure will be 

terminated by startup 

tec'1r1cian, except that the 

1nstall1ng contractor will connect 

power wiring to the battery 

charger and block heater via 

hard-wired or duplex outlet as 

reqJired .eave the bra.,ch 

rncu1t(SJ feed,ng these oads 

open until the startup 

techr,c,an requests power 

1-s ,nst�II ow,..er 11,rn1sh equ1prrert, v,h1cr, 

r,ay 1rclude gereratorb, d1..tor--atic 

trarsfer sw1tcl' ,es\ g.:rcrator conr.ectI0,-. 

cab·-,et s) remote ar"unc ator parel(s), 

and rer1ote monitoring dev,ce(s) 

a At all times duqng store 

ope•at1ng hours, an erriergercy 

generator r'1ust be ready to take 

over life safety loads 1r 10 

seconds or less after a loss of 

utility power 

b. 1f space constraints dictate that

old equipment be removed to

make room for new, then a

temporary emergency generator

shall be put m place to take over

life safety loads during the

period when the store would

otherwise be without

emergency generator

c If employed, a temporary

generator will be tested after

1nstallat1on to verify that the

system will transfer life safety

loads to generator within 10

seconds, and a test report shall

be provided to Home Depot

prior to demolition of existing

equipment.

19 All outdoor-mounted automatic transfer 

switches, generator connection cabinets 

(combination docking station -tmanual 

transfer switch), enclosed c1rcu1t 

breakers, panelboards, control panels. 

annunciators, and the 'ike, should be 

:ocated inside the generator compound 

or another secured area to limit access." 

20. Provide/install document box to contain

the following:

a Operations Manuals 

b. As-built Drawings

c Equipment Keys 

21 Provide/install engraved r,arneplates on 

at: emergency equipment. 

22 Close Out Documentation 

a Perr'11t Approved/Closed 

b. Verification Forr'1

c Punch List Signed

d. Punch Walk PowerP01rt with

photo verification

23 Coord,r Jte f1ral ,nspewor 1ro•n oca 

au!ho•tt,es ard ensure 1,nal perri1 t

ctocu'T"lert man ,s rece ved 

FUELING 

Prov Je d1es€ f..iel{nornorE't'1ilr 7/B fJII 

accord ng to t'"le tark f..ie• gauge) 

2 �ueling cc,-,panv will !1II ttie tank through 

the fill inlet us1.,g an appropriate nozile 

sized to ht the overfill prevent1or valve 

CUTOVER 

Cutover to new equipment scheduled for 

aiter-rours to Mtn1r11ze disrupt on to 

store operations 

STARTUP 

Schedule/coord nate startup and 

cornm1ss1onmg of equipment w,th N1�on 

Power Services. 

2 Coordinate registration of warranty with 

Nixon Power Services 

3. Notify Entek (or other Energy

Management Company) that installation

1s complete and interconnect wiring to

the EMS panel 1s ready to be landed

DEMOLITION 

1 Remove Existing Generator and 

Automatic Transfer Switches. 

a. Disconnect all w1nng

b Remove existing remote

monitoring device from existing 

generator and g111e to startup 

technician. 

c. Disconnect and cap gas lines

and repair surfaces damaged by

removal of equipment.

d. Remove fuel from diesel fuel

tank 1n accordance with

applicable laws and ordinances

before moving the tank.

e Consolidate old equipment on 

pallet for shipment 

Arrange removal and disposal of 

old equipment 

2 Remove remote monitoring equipment 

from 0Id generator (Ayantra or 

Gentracker), 1nclud1ng transm,tter, 

power supply, cords and controller, and 

leave them 1n the electrical roor'1 ms.de 

the EMS panel {1r box marked 'rerT'ote 

monitor' I 

3 '\lctify H0r'1e Depa! that ,.quid prop.ire 

tan� 1s disconnected arid ready for 

removal 

4 nean -.van, areJ a,-.d de:nob,! ze pro,::ct 

<, Notify t-iome repot ttiat, �u1d propane 

tcll"k ,s disconnected ard re1dy for 

relT'oval 
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GENERATOR FEEDERS: 

400A: GENERATOR CONNECTION CABINET 

1 1 
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NOISE LEVEL - SOUND LEVEL 1 ENCLOSURE REQUIRED BY HOME DEPOT 

FLOOD MITIGATION - NOT REQUIRED 

•

SEISMIC - NOT REQUIRED 

WIND LOAD - NO SPECIAL REQUIREMENTS 
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UTILITY 

TRANSFORMER 

i GCC 
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8' TALL CHAIN LINK FENCE 

WITH LOO ING 72'' OOUBLE GATE 

t 

H,_,, , "",\, PAu 
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KOHLER GENERATOR 

(250KW) 

-17' 6'

,., 

% X 8' BOLLAROS 48" CENTER-TO-CE'ITER 

48" ABOVE & BELOW GRADE 

·7
NATURAL GAS 

EQUIPMENT 

- --,

@ 

·,-18 .. • 

• 

NOTE. ADD DEPTH IF REQUIRED TO PROVIDE CLEARANCE TO THE GCC AS THERE IS PLENTY 

OF ROOM TO GROWN THE COMPOUND TOWARD THE FIRE LANE 
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BELDEN SERIAL CABLE (9841) + 12/24VDC (2-lil4) 

l --- ---------------------------------------- -

1 GENERATOR 
: ENCLOSURE _ _(10) #14 (See <;g_ntrot Wiring Detail)

GENERATOR CONTROLLER 
APM402 

-

AYANTRA 
REMOTE MONITORING 

SYSTEM 

Located in generator 

enclosure with antenna 

mounted to the top of the 

enclosure 
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• : lB itePat odl e�1ld g Code 

• Z'll>-i 'r,ter 1t1('1"'Jt F,re �"".:e 

• £118 ""''er"1t1onal Re$u:!ei1t1a\ Code 
• 2018 ln•erra! oral Plumo1n� Code 

• ZiJIS i"ter-at1 eal Mechan•�al Cede 

• :01s mer'""dt1r al =uel �as Code 

• 2018 1r'l'f?rnat1, "'IJI Er,,ergy "- "ttser"wd' er \.cde 

• :011 Nat,or,al Elect, ca! .:::ide 

ine tsu11d ,ig Oes 0•...,1s1 ... n s respo. J1ble ",,., ff1.1Ltt1ng ?hat rtew ;,nstr .... c�1,n ,;� """J'e.,. '1-1 rty ,.'1,,1,,p e� w •h df ,..ur c•�dl .... ;tr11ct,_ , =�s •tu� 

01v,�1on •s�uei bu,hJing permits. re" ews plans. !}nd c1...n .. , c.'s butld•nis ,'" >pect,or'S 

2018 •11terr Jtloea, Ccnstruct,or Codes (Bu11d1Pg) 
Cont,a:::tor's 1..1cen�1ng ProgrJm 

Code Compliance Cert1f1catlon S:atement lodfJ 

Verof1ca:,on of Subcontractcr'S wor• (pdf) 

Expand/Collapse All 

Bu1ld1ng Permits 

Plans preoared by a des,gn professional are required for all buildings 1nclud1ng single family and two family residential structure, Permit gu1del,�es are 

ava,lable for commercial, grading. tenant f1n1sh, 1eta1nIng walls, s,ngle fam,ly 

dwelling, and demo! t1on 

8u1ld1ne Permit Fees lodf' 

Oemoht1on 8u1ld1ng Permit 

Oemoht1on Permit Guidelines (pdf) 

A descropt,on of all buildings and structures to be demolished (number of stones, wood frame. use of building, etc) 

The method of demol1t1cn snail be noted on tne apphcat,on (no explos .. es) 
Locat,on of demoht1on debM dump site ( 'Jcte Foundations are requored to be compte:e y remo,ed •·om the s1:e u�less applocat1on fer building permit has 

been made for bu1ldback} 

Verof1cat1on of all ut1!1ty <ills 1s requored 

A s•etcn of site a�d location of building on property (Note or site oian the 1ocat1on of bu1ldlng(s) to rema,n, and oro.is,cns for pro-,d1ng ground co,er for 
:ne final s,te cond1t1ons). 

A completed Cemoht1on Permit Appl•ca:1on (pdfl 

1/✓ritter, �erm1ss1on from owner :s required. 

Where necessary, proof o• rat abater,en• may be rpquored 

Wells, c1sterns, and sept c tanks shal, oe ,ibandoned ,n full compliance with app11ca�te State and County regulations 

f:p p> !'ti 

Fer,ce �- \le ,e rc..:nu .. 

'encc guide 1m ,ge 

:. '"'zi.·� 1 y i:: s l!ert 
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�t!' ght H� ! )' fl A 'I e� • r'I 1· t1,.ee�1s City r ,u1 erne ,t iv " ' ce1' � ... �ti,. t- t'f1 -.. � � ,. r ..., "'et? j rt>str1 r 

M 1lt1• 1r y P s :Je 1, rre J! c!otJ nf.. ,r 11 �,��e r "") 
Fer"l�Ps Cd,, t'le t-i:ght1', rn \ • F�e• f.. A ,.,:- n , r1'1t.111 e,.. '..>" fer, P'J f\ ghe t'I 1n \1)1' tee I'=> 

� Her a11 

A fences egJr.�less;'Ywil"e!�e1 c ,.._t Jt;ia,-.1:,srP1 e"'"f ,i-. 11 "'l"Str •-... �ha• 3·pc_.n-.•ruc:e::,,1epJ1"ed.e.11c�riiJej ,, Pn:1,ged. sti :.,11b-, ��tr •tpd only '� ... Jr ... �dfe,.:::e 

ma�e,1.als Appr "ed 'ence r""" 3terials r, .de 

wrciught rori ur o�t'ler defc.rat:-...e nietal:. 

mas�-ry 
concrete 

stone 

cna,n l1('1k 

metal tubing 

wood planks 

-.inyl 

f1bergldsS composite manufactured specifically as fencing matenals 

Fence rrateria:s sha 1t be apcrc"ved fer extenor use and sriall be weather ard decay-re�•stant Tne Bu,ld,ng Off1c1dl rs dutro"zed to e1i,a1uate and determine ,f the propcseo material is 

satisfactory dnd complies with the intent of the provisions of this code 

Temporary Fencing 

Ttie 8u1ld1ng Off1c1al ,s authorozed to approve temporary fenc,ng, such as plastic solt fence and safety fencing for act,.e construction proJects. Temporary fencing shall not remain ,n place 
longer than 1s recessar1 to perform •ts function 

Add,tir.nal Requ,rement� 

All fences mtJst be double sided or constructed w1tn tht f1r,s�ed s,de •acing t�e property lore 

PERMITTING GUIDELINES 
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