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RATED ASSEMBLY TAGS ARE TYPICAL AT SIMILAR LOCATIONS NOT 
OTHERWISE NOTED.
SEE SHEETS A0.30 AND FOR RATED ASSEMBLIES
ALL EXTERIOR COMMON USE DOOR THRESHOLDS TO BE ACCESSIBLE. ALL 
ACCESSIBLE ENTRANCES SHALL HAVE NO MORE THAN A 1:48 SLOPE FOR A 
DISTANCE OF 60” PERPENDICULAR TO THE DOOR.
FIRE EXTINGUISHER CABINET (F.E.C.) LOCATIONS ARE APPROXIMATE 
UNLESS NOTED OTHERWISE. CONTRACTOR TO COORDINATE FINAL 
LOCATIONS TO NOT CONFLICT WITH WALL FRAMING, UTILITY ROUGH-INS, 
TRIM/PANELING, ETC.  
COORDINATE SECURITY, IT & A/V REQUIREMENTS WITH OWNER PRIOR TO 
CONSTRUCTION. PROVIDE CONDUIT AND PULL STRINGS AS NEEDED.
PROVIDE VERTICAL GYPSUM BOARD CONTROL JOINTS AT 30’-0” O.C. MAX. 
COORDINATE TO MEET FIRE RESISTIVE RATINGS OF THE ASSEMBLY AND 
FIRESTOP JOINTS AT RATED PARTITIONS. VERIFY FINAL LOCATIONS WITH 
ARCHITECT PRIOR TO INSTALLATION. 
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RATED ASSEMBLY TAGS ARE TYPICAL AT SIMILAR LOCATIONS NOT 
OTHERWISE NOTED.
SEE SHEETS A0.30 AND FOR RATED ASSEMBLIES
ALL EXTERIOR COMMON USE DOOR THRESHOLDS TO BE ACCESSIBLE. ALL 
ACCESSIBLE ENTRANCES SHALL HAVE NO MORE THAN A 1:48 SLOPE FOR A 
DISTANCE OF 60” PERPENDICULAR TO THE DOOR.
FIRE EXTINGUISHER CABINET (F.E.C.) LOCATIONS ARE APPROXIMATE 
UNLESS NOTED OTHERWISE. CONTRACTOR TO COORDINATE FINAL 
LOCATIONS TO NOT CONFLICT WITH WALL FRAMING, UTILITY ROUGH-INS, 
TRIM/PANELING, ETC.  
COORDINATE SECURITY, IT & A/V REQUIREMENTS WITH OWNER PRIOR TO 
CONSTRUCTION. PROVIDE CONDUIT AND PULL STRINGS AS NEEDED.
PROVIDE VERTICAL GYPSUM BOARD CONTROL JOINTS AT 30’-0” O.C. MAX. 
COORDINATE TO MEET FIRE RESISTIVE RATINGS OF THE ASSEMBLY AND 
FIRESTOP JOINTS AT RATED PARTITIONS. VERIFY FINAL LOCATIONS WITH 
ARCHITECT PRIOR TO INSTALLATION. 

FLOOR PLAN GENERAL NOTES:

1.
2.

3.
4.
5.

6.
7.

REFER TO BUILDING ELEVATIONS FOR DOWNSPOUT LOCATIONS.
ALL OBJECTS INDICATED ON THE ROOF ARE GENERAL AND MUST BE 
COORDINATED WITH MEP AND STRUCTURAL ELEMENTS.  REFER TO MEP 
DRAWINGS FOR ACTUAL MECHANICAL EQUIPMENT LOCATIONS.
ALL FLAT ROOFS SHALL SLOPE ¼” PER FOOT MINIMUM.
ALL CRICKETS SHALL SLOPE ¼” PER FOOT MINIMUM.
PROVIDE ALL ROOFING DETAILS BY MANUFACTURER’S WARRANTED 
SYSTEMS.
PROVIDE KICK-OUT FLASHING AT ALL SIDE-WALL CONDITIONS.
ALL ROOFING DETAILS TO BE PER MANUFACTURER’S WARRANTED SYSTEM.

ROOF PLAN GENERAL NOTES:

MAINTAIN 36" CLEAR FROM POP VENT CAP TO ADJACENT 
CONDENSING UNITS, TYP. WHERE REQUIRED FOR MAINTENANCE. 
RE: MECH/MFR INFO FOR ADDITIONAL OR ALTERNATE MIN. 
CLEARANCES.
NOTE: COORDINATION W/MEP LOCATION OF CURB INLETS, WALL 
HYDRANTS, AND ANY ADDITIONAL ITEMS. 
*GC PLEASE ADVISE MEP/ARCH OF ANY CONFLICTS

1. ACTIVE VENTILATION PRODUCTS, INC. "INTAKE" POP VENT:
(LOCATIONS AS NOTED ON DRAWINGS)

2.  ACTIVE VENTILATION PRODUCTS, INC. "EXHAUST" AURA VENT:
(LOCATIONS AS NOTED ON DRAWINGS)

MAINTAIN 36" CLEAR FROM POP VENT CAP TO ADJACENT 
CONDENSING UNITS, TYP. WHERE REQUIRED FOR MAINTENANCE. 
RE: MECH/MFR INFO FOR ADDITIONAL OR ALTERNATE MIN. 
CLEARANCES.
NOTE: COORDINATION W/MEP LOCATION OF CURB INLETS, WALL 
HYDRANTS, AND ANY ADDITIONAL ITEMS. 
*GC PLEASE ADVISE MEP/ARCH OF ANY CONFLICTS

ROOF VENTING LEGEND

1

2

3'-0"

3'-0"

REQUIEMENTS PER 2018 IBC SECTION 1202.2:
MIN. NET FREE AREA OF ROOF VENTILATION: 1/300 ROOF AREA

PROVIDE 40%-50% VENT AREA HIGH, 50%-60% LOW

PROPOSED ROOF VENTILATION 
LOW: POP VENT INTAKE (254 SQ. IN. NET FREE AREA PER VENT)

HIGH: AURA ROOF VENT (254 SQ. IN NET FREE AREA PER VENT)

ATTIC VENTING REQUIREMENTS
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 1/8" = 1'-0"1 4TH FLOOR - SEGMENT F

 1/8" = 1'-0"2 ROOF - SEGMENT F

SEG F ROOF VENT CALCULATOR

Name Area

Total Net
Free Area
of Venting
Required

Total Net
Free Area
of Venting
Provided

Vented Area
Percentage
at Upper
Roof
Provided

UPPER VENTING LOWER VENTING
STATIC VENTING

Total Net
Free Area
of Upper
Venting
Provided

STATIC VENT

Total
Lower
Venting
Provided

Vented Net
Free Area
Per Static
Vent at
Upper Roof

Vented
Units
Provided
at Upper
Roof

Vented Net
Free Area
Per Lower
Static Vent

Static
Vents
Provided

DRAFTSTOP F-1 2924 SF 1404 in² 1524 in² 50.00% 254 in² 3 762 in² 254 in² 3 762 in²
DRAFTSTOP F-2 2251 SF 1081 in² 1270 in² 40.00% 254 in² 2 508 in² 254 in² 3 762 in²
DRAFTSTOP F-3 1738 SF 834 in² 1016 in² 50.00% 254 in² 2 508 in² 254 in² 2 508 in²
DRAFTSTOP F-4 2565 SF 1231 in² 1524 in² 50.00% 254 in² 3 762 in² 254 in² 3 762 in²
DRAFTSTOP F-5 1271 SF 610 in² 1524 in² 50.00% 254 in² 3 762 in² 254 in² 3 762 in²
DRAFTSTOP F-6 2181 SF 1047 in² 1270 in² 40.00% 254 in² 2 508 in² 254 in² 3 762 in²
DRAFTSTOP F-7 2711 SF 1301 in² 1524 in² 50.00% 254 in² 3 762 in² 254 in² 3 762 in²
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OTHERWISE NOTED.
SEE SHEETS A0.30 AND FOR RATED ASSEMBLIES
ALL EXTERIOR COMMON USE DOOR THRESHOLDS TO BE ACCESSIBLE. ALL 
ACCESSIBLE ENTRANCES SHALL HAVE NO MORE THAN A 1:48 SLOPE FOR A 
DISTANCE OF 60” PERPENDICULAR TO THE DOOR.
FIRE EXTINGUISHER CABINET (F.E.C.) LOCATIONS ARE APPROXIMATE 
UNLESS NOTED OTHERWISE. CONTRACTOR TO COORDINATE FINAL 
LOCATIONS TO NOT CONFLICT WITH WALL FRAMING, UTILITY ROUGH-INS, 
TRIM/PANELING, ETC.  
COORDINATE SECURITY, IT & A/V REQUIREMENTS WITH OWNER PRIOR TO 
CONSTRUCTION. PROVIDE CONDUIT AND PULL STRINGS AS NEEDED.
PROVIDE VERTICAL GYPSUM BOARD CONTROL JOINTS AT 30’-0” O.C. MAX. 
COORDINATE TO MEET FIRE RESISTIVE RATINGS OF THE ASSEMBLY AND 
FIRESTOP JOINTS AT RATED PARTITIONS. VERIFY FINAL LOCATIONS WITH 
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KEY PLAN - BUILDING SEGMENTS
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1.

2.
3.

4.

5.

6.

RATED ASSEMBLY TAGS ARE TYPICAL AT SIMILAR LOCATIONS NOT 
OTHERWISE NOTED.
SEE SHEETS A0.30 AND FOR RATED ASSEMBLIES
ALL EXTERIOR COMMON USE DOOR THRESHOLDS TO BE ACCESSIBLE. ALL 
ACCESSIBLE ENTRANCES SHALL HAVE NO MORE THAN A 1:48 SLOPE FOR A 
DISTANCE OF 60” PERPENDICULAR TO THE DOOR.
FIRE EXTINGUISHER CABINET (F.E.C.) LOCATIONS ARE APPROXIMATE 
UNLESS NOTED OTHERWISE. CONTRACTOR TO COORDINATE FINAL 
LOCATIONS TO NOT CONFLICT WITH WALL FRAMING, UTILITY ROUGH-INS, 
TRIM/PANELING, ETC.  
COORDINATE SECURITY, IT & A/V REQUIREMENTS WITH OWNER PRIOR TO 
CONSTRUCTION. PROVIDE CONDUIT AND PULL STRINGS AS NEEDED.
PROVIDE VERTICAL GYPSUM BOARD CONTROL JOINTS AT 30’-0” O.C. MAX. 
COORDINATE TO MEET FIRE RESISTIVE RATINGS OF THE ASSEMBLY AND 
FIRESTOP JOINTS AT RATED PARTITIONS. VERIFY FINAL LOCATIONS WITH 
ARCHITECT PRIOR TO INSTALLATION. 

FLOOR PLAN GENERAL NOTES:

1.
2.

3.
4.
5.

6.
7.

REFER TO BUILDING ELEVATIONS FOR DOWNSPOUT LOCATIONS.
ALL OBJECTS INDICATED ON THE ROOF ARE GENERAL AND MUST BE 
COORDINATED WITH MEP AND STRUCTURAL ELEMENTS.  REFER TO MEP 
DRAWINGS FOR ACTUAL MECHANICAL EQUIPMENT LOCATIONS.
ALL FLAT ROOFS SHALL SLOPE ¼” PER FOOT MINIMUM.
ALL CRICKETS SHALL SLOPE ¼” PER FOOT MINIMUM.
PROVIDE ALL ROOFING DETAILS BY MANUFACTURER’S WARRANTED 
SYSTEMS.
PROVIDE KICK-OUT FLASHING AT ALL SIDE-WALL CONDITIONS.
ALL ROOFING DETAILS TO BE PER MANUFACTURER’S WARRANTED SYSTEM.

ROOF PLAN GENERAL NOTES:

REQUIEMENTS PER 2018 IBC SECTION 1202.2:
MIN. NET FREE AREA OF ROOF VENTILATION: 1/300 ROOF AREA

PROVIDE 40%-50% VENT AREA HIGH, 50%-60% LOW

PROPOSED ROOF VENTILATION 
LOW: POP VENT INTAKE (254 SQ. IN. NET FREE AREA PER VENT)

HIGH: AURA ROOF VENT (254 SQ. IN NET FREE AREA PER VENT)

ATTIC VENTING REQUIREMENTS
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 1/8" = 1'-0"1 4TH FLOOR - SEGMENT G
 1/8" = 1'-0"2 ROOF - SEGMENT G

SEG G ROOF VENT CALCULATOR

Name Area

Total Net
Free
Area of
Venting
Required

Total Net
Free
Area of
Venting
Provided

Vented
Area

Percentage
at Upper
Roof
Provided

UPPER VENTING LOWER VENTING
STATIC VENTING

Total Net
Free Area
of Upper
Venting
Provided

STATIC VENT

Total
Lower
Venting
Provided

Vented Net
Free Area
Per Static
Vent at
Upper Roof

Vented
Units
Provided
at Upper
Roof

Vented Net
Free Area
Per Lower
Static Vent

Static
Vents
Provided

DRAFTSTOP G-1 1256 SF 603 in² 1016 in² 50.00% 254 in² 2 508 in² 254 in² 2 508 in²
DRAFTSTOP G-2 1966 SF 943 in² 1016 in² 50.00% 254 in² 2 508 in² 254 in² 2 508 in²
DRAFTSTOP G-3 2568 SF 1233 in² 1270 in² 40.00% 254 in² 2 508 in² 254 in² 3 762 in²
DRAFTSTOP G-4 2555 SF 1226 in² 1270 in² 40.00% 254 in² 2 508 in² 254 in² 3 762 in²
DRAFTSTOP G-5 2590 SF 1243 in² 1270 in² 40.00% 254 in² 2 508 in² 254 in² 3 762 in²
DRAFTSTOP G-6 2154 SF 1034 in² 1270 in² 40.00% 254 in² 2 508 in² 254 in² 3 762 in²
DRAFTSTOP G-7 1762 SF 846 in² 1016 in² 50.00% 254 in² 2 508 in² 254 in² 2 508 in²
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KEY PLAN - BUILDING SEGMENTS
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RATED ASSEMBLY TAGS ARE TYPICAL AT SIMILAR LOCATIONS NOT 
OTHERWISE NOTED.
SEE SHEETS A0.30 AND FOR RATED ASSEMBLIES
ALL EXTERIOR COMMON USE DOOR THRESHOLDS TO BE ACCESSIBLE. ALL 
ACCESSIBLE ENTRANCES SHALL HAVE NO MORE THAN A 1:48 SLOPE FOR A 
DISTANCE OF 60” PERPENDICULAR TO THE DOOR.
FIRE EXTINGUISHER CABINET (F.E.C.) LOCATIONS ARE APPROXIMATE 
UNLESS NOTED OTHERWISE. CONTRACTOR TO COORDINATE FINAL 
LOCATIONS TO NOT CONFLICT WITH WALL FRAMING, UTILITY ROUGH-INS, 
TRIM/PANELING, ETC.  
COORDINATE SECURITY, IT & A/V REQUIREMENTS WITH OWNER PRIOR TO 
CONSTRUCTION. PROVIDE CONDUIT AND PULL STRINGS AS NEEDED.
PROVIDE VERTICAL GYPSUM BOARD CONTROL JOINTS AT 30’-0” O.C. MAX. 
COORDINATE TO MEET FIRE RESISTIVE RATINGS OF THE ASSEMBLY AND 
FIRESTOP JOINTS AT RATED PARTITIONS. VERIFY FINAL LOCATIONS WITH 
ARCHITECT PRIOR TO INSTALLATION. 
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SEGMENT G / H BASEMENT
SLAB & FLOOR PLAN
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 1/8" = 1'-0"2 BASEMENT - SEGMENT H
 1/8" = 1'-0"1 BASEMENT SLAB PLAN - SEGMENT H

 1/8" = 1'-0"

SEGMENT PLANS

3 BASEMENT - SEGMENT G

 1/8" = 1'-0"

SLAB PLAN

4 SEGMENT G - SLAB PLAN
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RATED ASSEMBLY TAGS ARE TYPICAL AT SIMILAR LOCATIONS NOT 
OTHERWISE NOTED.
SEE SHEETS A0.30 AND FOR RATED ASSEMBLIES
ALL EXTERIOR COMMON USE DOOR THRESHOLDS TO BE ACCESSIBLE. ALL 
ACCESSIBLE ENTRANCES SHALL HAVE NO MORE THAN A 1:48 SLOPE FOR A 
DISTANCE OF 60” PERPENDICULAR TO THE DOOR.
FIRE EXTINGUISHER CABINET (F.E.C.) LOCATIONS ARE APPROXIMATE 
UNLESS NOTED OTHERWISE. CONTRACTOR TO COORDINATE FINAL 
LOCATIONS TO NOT CONFLICT WITH WALL FRAMING, UTILITY ROUGH-INS, 
TRIM/PANELING, ETC.  
COORDINATE SECURITY, IT & A/V REQUIREMENTS WITH OWNER PRIOR TO 
CONSTRUCTION. PROVIDE CONDUIT AND PULL STRINGS AS NEEDED.
PROVIDE VERTICAL GYPSUM BOARD CONTROL JOINTS AT 30’-0” O.C. MAX. 
COORDINATE TO MEET FIRE RESISTIVE RATINGS OF THE ASSEMBLY AND 
FIRESTOP JOINTS AT RATED PARTITIONS. VERIFY FINAL LOCATIONS WITH 
ARCHITECT PRIOR TO INSTALLATION. 
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KEY PLAN - BUILDING SEGMENTS
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RATED ASSEMBLY TAGS ARE TYPICAL AT SIMILAR LOCATIONS NOT 
OTHERWISE NOTED.
SEE SHEETS A0.30 AND FOR RATED ASSEMBLIES
ALL EXTERIOR COMMON USE DOOR THRESHOLDS TO BE ACCESSIBLE. ALL 
ACCESSIBLE ENTRANCES SHALL HAVE NO MORE THAN A 1:48 SLOPE FOR A 
DISTANCE OF 60” PERPENDICULAR TO THE DOOR.
FIRE EXTINGUISHER CABINET (F.E.C.) LOCATIONS ARE APPROXIMATE 
UNLESS NOTED OTHERWISE. CONTRACTOR TO COORDINATE FINAL 
LOCATIONS TO NOT CONFLICT WITH WALL FRAMING, UTILITY ROUGH-INS, 
TRIM/PANELING, ETC.  
COORDINATE SECURITY, IT & A/V REQUIREMENTS WITH OWNER PRIOR TO 
CONSTRUCTION. PROVIDE CONDUIT AND PULL STRINGS AS NEEDED.
PROVIDE VERTICAL GYPSUM BOARD CONTROL JOINTS AT 30’-0” O.C. MAX. 
COORDINATE TO MEET FIRE RESISTIVE RATINGS OF THE ASSEMBLY AND 
FIRESTOP JOINTS AT RATED PARTITIONS. VERIFY FINAL LOCATIONS WITH 
ARCHITECT PRIOR TO INSTALLATION. 
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KEY PLAN - BUILDING SEGMENTS

A

BC

D

E

F
G

H

J

1.

2.
3.

4.

5.

6.

RATED ASSEMBLY TAGS ARE TYPICAL AT SIMILAR LOCATIONS NOT 
OTHERWISE NOTED.
SEE SHEETS A0.30 AND FOR RATED ASSEMBLIES
ALL EXTERIOR COMMON USE DOOR THRESHOLDS TO BE ACCESSIBLE. ALL 
ACCESSIBLE ENTRANCES SHALL HAVE NO MORE THAN A 1:48 SLOPE FOR A 
DISTANCE OF 60” PERPENDICULAR TO THE DOOR.
FIRE EXTINGUISHER CABINET (F.E.C.) LOCATIONS ARE APPROXIMATE 
UNLESS NOTED OTHERWISE. CONTRACTOR TO COORDINATE FINAL 
LOCATIONS TO NOT CONFLICT WITH WALL FRAMING, UTILITY ROUGH-INS, 
TRIM/PANELING, ETC.  
COORDINATE SECURITY, IT & A/V REQUIREMENTS WITH OWNER PRIOR TO 
CONSTRUCTION. PROVIDE CONDUIT AND PULL STRINGS AS NEEDED.
PROVIDE VERTICAL GYPSUM BOARD CONTROL JOINTS AT 30’-0” O.C. MAX. 
COORDINATE TO MEET FIRE RESISTIVE RATINGS OF THE ASSEMBLY AND 
FIRESTOP JOINTS AT RATED PARTITIONS. VERIFY FINAL LOCATIONS WITH 
ARCHITECT PRIOR TO INSTALLATION. 

FLOOR PLAN GENERAL NOTES:

1.
2.

3.
4.
5.

6.
7.

REFER TO BUILDING ELEVATIONS FOR DOWNSPOUT LOCATIONS.
ALL OBJECTS INDICATED ON THE ROOF ARE GENERAL AND MUST BE 
COORDINATED WITH MEP AND STRUCTURAL ELEMENTS.  REFER TO MEP 
DRAWINGS FOR ACTUAL MECHANICAL EQUIPMENT LOCATIONS.
ALL FLAT ROOFS SHALL SLOPE ¼” PER FOOT MINIMUM.
ALL CRICKETS SHALL SLOPE ¼” PER FOOT MINIMUM.
PROVIDE ALL ROOFING DETAILS BY MANUFACTURER’S WARRANTED 
SYSTEMS.
PROVIDE KICK-OUT FLASHING AT ALL SIDE-WALL CONDITIONS.
ALL ROOFING DETAILS TO BE PER MANUFACTURER’S WARRANTED SYSTEM.

ROOF PLAN GENERAL NOTES:

MAINTAIN 36" CLEAR FROM POP VENT CAP TO ADJACENT 
CONDENSING UNITS, TYP. WHERE REQUIRED FOR MAINTENANCE. 
RE: MECH/MFR INFO FOR ADDITIONAL OR ALTERNATE MIN. 
CLEARANCES.
NOTE: COORDINATION W/MEP LOCATION OF CURB INLETS, WALL 
HYDRANTS, AND ANY ADDITIONAL ITEMS. 
*GC PLEASE ADVISE MEP/ARCH OF ANY CONFLICTS

1. ACTIVE VENTILATION PRODUCTS, INC. "INTAKE" POP VENT:
(LOCATIONS AS NOTED ON DRAWINGS)

2.  ACTIVE VENTILATION PRODUCTS, INC. "EXHAUST" AURA VENT:
(LOCATIONS AS NOTED ON DRAWINGS)

MAINTAIN 36" CLEAR FROM POP VENT CAP TO ADJACENT 
CONDENSING UNITS, TYP. WHERE REQUIRED FOR MAINTENANCE. 
RE: MECH/MFR INFO FOR ADDITIONAL OR ALTERNATE MIN. 
CLEARANCES.
NOTE: COORDINATION W/MEP LOCATION OF CURB INLETS, WALL 
HYDRANTS, AND ANY ADDITIONAL ITEMS. 
*GC PLEASE ADVISE MEP/ARCH OF ANY CONFLICTS

ROOF VENTING LEGEND

1
2

3'-0"
3'-0"

REQUIEMENTS PER 2018 IBC SECTION 1202.2:
MIN. NET FREE AREA OF ROOF VENTILATION: 1/300 ROOF AREA

PROVIDE 40%-50% VENT AREA HIGH, 50%-60% LOW

PROPOSED ROOF VENTILATION 
LOW: POP VENT INTAKE (254 SQ. IN. NET FREE AREA PER VENT)

HIGH: AURA ROOF VENT (254 SQ. IN NET FREE AREA PER VENT)

ATTIC VENTING REQUIREMENTS
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SEGMENT H 4TH FLOOR &
ROOF PLAN
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 1/8" = 1'-0"2 ROOF - SEGMENT H
 1/8" = 1'-0"1 4TH FLOOR - SEGMENT H

SEG H ROOF VENT CALCULATOR

Name Area

Total Net
Free Area of
Venting
Required

Total Net
Free Area of
Venting
Provided

Vented Area
Percentage at
Upper Roof
Provided

UPPER VENTING LOWER VENTING
STATIC VENTING

Total Net
Free Area of
Upper
Venting
Provided

STATIC VENT

Total Lower
Venting
Provided

Vented Net
Free Area
Per Static
Vent at
Upper Roof

Vented Units
Provided at
Upper Roof

Vented Net
Free Area
Per Lower
Static Vent

Static Vents
Provided

DRAFTSTOP H-1 1518 SF 729 in² 1016 in² 50.00% 254 in² 2 508 in² 254 in² 2 508 in²
DRAFTSTOP H-2 1270 SF 610 in² 1016 in² 50.00% 254 in² 2 508 in² 254 in² 2 508 in²
DRAFTSTOP H-3 2181 SF 1047 in² 1270 in² 40.00% 254 in² 2 508 in² 254 in² 3 762 in²
DRAFTSTOP H-4 1847 SF 886 in² 1016 in² 50.00% 254 in² 2 508 in² 254 in² 2 508 in²
DRAFTSTOP H-5 1508 SF 724 in² 1016 in² 50.00% 254 in² 2 508 in² 254 in² 2 508 in²
DRAFTSTOP H-6 1326 SF 637 in² 1016 in² 50.00% 254 in² 2 508 in² 254 in² 2 508 in²

Jfrogge
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KEY PLAN - BUILDING SEGMENTS
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1.
2.
3.

4.

5.

6.

RATED ASSEMBLY TAGS ARE TYPICAL AT SIMILAR LOCATIONS NOT OTHERWISE NOTED.
SEE SHEETS A0.30 AND FOR RATED ASSEMBLIES
ALL EXTERIOR COMMON USE DOOR THRESHOLDS TO BE ACCESSIBLE. ALL ACCESSIBLE ENTRANCES 
SHALL HAVE NO MORE THAN A 1:48 SLOPE FOR A DISTANCE OF 60” PERPENDICULAR TO THE DOOR.
FIRE EXTINGUISHER CABINET (F.E.C.) LOCATIONS ARE APPROXIMATE UNLESS NOTED OTHERWISE. 
CONTRACTOR TO COORDINATE FINAL LOCATIONS TO NOT CONFLICT WITH WALL FRAMING, UTILITY 
ROUGH-INS, TRIM/PANELING, ETC.  
COORDINATE SECURITY, IT & A/V REQUIREMENTS WITH OWNER PRIOR TO CONSTRUCTION. PROVIDE 
CONDUIT AND PULL STRINGS AS NEEDED.
PROVIDE VERTICAL GYPSUM BOARD CONTROL JOINTS AT 30’-0” O.C. MAX. COORDINATE TO MEET FIRE 
RESISTIVE RATINGS OF THE ASSEMBLY AND FIRESTOP JOINTS AT RATED PARTITIONS. VERIFY FINAL 
LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION. 
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SEGMENT J BASEMENT &
1ST FLOOR PLANS

● 03.15.2023 - PERMIT SUBMITTAL

 1/8" = 1'-0"3 1ST FLOOR - SEGMENT J
 1/8" = 1'-0"2 BASEMENT - SEGMENT J

 1/8" = 1'-0"1 BASEMENT SLAB PLAN - SEGMENT J

 1/8" = 1'-0"4 1ST FLOOR SLAB PLAN - SEGMENT J
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RATED ASSEMBLY TAGS ARE TYPICAL AT SIMILAR LOCATIONS NOT 
OTHERWISE NOTED.
SEE SHEETS A0.30 AND FOR RATED ASSEMBLIES
ALL EXTERIOR COMMON USE DOOR THRESHOLDS TO BE ACCESSIBLE. ALL 
ACCESSIBLE ENTRANCES SHALL HAVE NO MORE THAN A 1:48 SLOPE FOR A 
DISTANCE OF 60” PERPENDICULAR TO THE DOOR.
FIRE EXTINGUISHER CABINET (F.E.C.) LOCATIONS ARE APPROXIMATE 
UNLESS NOTED OTHERWISE. CONTRACTOR TO COORDINATE FINAL 
LOCATIONS TO NOT CONFLICT WITH WALL FRAMING, UTILITY ROUGH-INS, 
TRIM/PANELING, ETC.  
COORDINATE SECURITY, IT & A/V REQUIREMENTS WITH OWNER PRIOR TO 
CONSTRUCTION. PROVIDE CONDUIT AND PULL STRINGS AS NEEDED.
PROVIDE VERTICAL GYPSUM BOARD CONTROL JOINTS AT 30’-0” O.C. MAX. 
COORDINATE TO MEET FIRE RESISTIVE RATINGS OF THE ASSEMBLY AND 
FIRESTOP JOINTS AT RATED PARTITIONS. VERIFY FINAL LOCATIONS WITH 
ARCHITECT PRIOR TO INSTALLATION. 
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RATED ASSEMBLY TAGS ARE TYPICAL AT SIMILAR LOCATIONS NOT 
OTHERWISE NOTED.
SEE SHEETS A0.30 AND FOR RATED ASSEMBLIES
ALL EXTERIOR COMMON USE DOOR THRESHOLDS TO BE ACCESSIBLE. ALL 
ACCESSIBLE ENTRANCES SHALL HAVE NO MORE THAN A 1:48 SLOPE FOR A 
DISTANCE OF 60” PERPENDICULAR TO THE DOOR.
FIRE EXTINGUISHER CABINET (F.E.C.) LOCATIONS ARE APPROXIMATE 
UNLESS NOTED OTHERWISE. CONTRACTOR TO COORDINATE FINAL 
LOCATIONS TO NOT CONFLICT WITH WALL FRAMING, UTILITY ROUGH-INS, 
TRIM/PANELING, ETC.  
COORDINATE SECURITY, IT & A/V REQUIREMENTS WITH OWNER PRIOR TO 
CONSTRUCTION. PROVIDE CONDUIT AND PULL STRINGS AS NEEDED.
PROVIDE VERTICAL GYPSUM BOARD CONTROL JOINTS AT 30’-0” O.C. MAX. 
COORDINATE TO MEET FIRE RESISTIVE RATINGS OF THE ASSEMBLY AND 
FIRESTOP JOINTS AT RATED PARTITIONS. VERIFY FINAL LOCATIONS WITH 
ARCHITECT PRIOR TO INSTALLATION. 

FLOOR PLAN GENERAL NOTES:

1.
2.

3.
4.
5.

6.
7.

REFER TO BUILDING ELEVATIONS FOR DOWNSPOUT LOCATIONS.
ALL OBJECTS INDICATED ON THE ROOF ARE GENERAL AND MUST BE 
COORDINATED WITH MEP AND STRUCTURAL ELEMENTS.  REFER TO MEP 
DRAWINGS FOR ACTUAL MECHANICAL EQUIPMENT LOCATIONS.
ALL FLAT ROOFS SHALL SLOPE ¼” PER FOOT MINIMUM.
ALL CRICKETS SHALL SLOPE ¼” PER FOOT MINIMUM.
PROVIDE ALL ROOFING DETAILS BY MANUFACTURER’S WARRANTED 
SYSTEMS.
PROVIDE KICK-OUT FLASHING AT ALL SIDE-WALL CONDITIONS.
ALL ROOFING DETAILS TO BE PER MANUFACTURER’S WARRANTED SYSTEM.

ROOF PLAN GENERAL NOTES:

MAINTAIN 36" CLEAR FROM POP VENT CAP TO ADJACENT 
CONDENSING UNITS, TYP. WHERE REQUIRED FOR MAINTENANCE. 
RE: MECH/MFR INFO FOR ADDITIONAL OR ALTERNATE MIN. 
CLEARANCES.
NOTE: COORDINATION W/MEP LOCATION OF CURB INLETS, WALL 
HYDRANTS, AND ANY ADDITIONAL ITEMS. 
*GC PLEASE ADVISE MEP/ARCH OF ANY CONFLICTS

1. ACTIVE VENTILATION PRODUCTS, INC. "INTAKE" POP VENT:
(LOCATIONS AS NOTED ON DRAWINGS)

2.  ACTIVE VENTILATION PRODUCTS, INC. "EXHAUST" AURA VENT:
(LOCATIONS AS NOTED ON DRAWINGS)

MAINTAIN 36" CLEAR FROM POP VENT CAP TO ADJACENT 
CONDENSING UNITS, TYP. WHERE REQUIRED FOR MAINTENANCE. 
RE: MECH/MFR INFO FOR ADDITIONAL OR ALTERNATE MIN. 
CLEARANCES.
NOTE: COORDINATION W/MEP LOCATION OF CURB INLETS, WALL 
HYDRANTS, AND ANY ADDITIONAL ITEMS. 
*GC PLEASE ADVISE MEP/ARCH OF ANY CONFLICTS

ROOF VENTING LEGEND

1

2

3'-0"

3'-0"

REQUIEMENTS PER 2018 IBC SECTION 1202.2:
MIN. NET FREE AREA OF ROOF VENTILATION: 1/300 ROOF AREA

PROVIDE 40%-50% VENT AREA HIGH, 50%-60% LOW

PROPOSED ROOF VENTILATION 
LOW: POP VENT INTAKE (254 SQ. IN. NET FREE AREA PER VENT)

HIGH: AURA ROOF VENT (254 SQ. IN NET FREE AREA PER VENT)

ATTIC VENTING REQUIREMENTS
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 1/8" = 1'-0"1 4TH FLOOR - SEGMENT J

 1/8" = 1'-0"2 ROOF - SEGMENT J

SEG J ROOF VENT CALCULATOR

Name Area

Total Net
Free Area
of Venting
Required

Total Net
Free Area
of Venting
Provided

Vented
Area

Percentage
at Upper
Roof
Provided

UPPER VENTING LOWER VENTING
STATIC VENTING

Total Net Free
Area of Upper
Venting
Provided

STATIC VENT

Total Lower
Venting
Provided

Vented Net Free
Area Per Static
Vent at Upper
Roof

Vented Units
Provided at
Upper Roof

Vented Net
Free Area Per
Lower Static
Vent

Static Vents
Provided

DRAFTSTOP J-1 2911 SF 1397 in² 1524 in² 50.00% 254 in² 3 762 in² 254 in² 3 762 in²
DRAFTSTOP J-2 2598 SF 1247 in² 1270 in² 40.00% 254 in² 2 508 in² 254 in² 3 762 in²
DRAFTSTOP J-3 2725 SF 1308 in² 1524 in² 50.00% 254 in² 3 762 in² 254 in² 3 762 in²
DRAFTSTOP J-4 1280 SF 614 in² 1016 in² 50.00% 254 in² 2 508 in² 254 in² 2 508 in²
DRAFTSTOP J-5 2955 SF 1419 in² 1524 in² 50.00% 254 in² 3 762 in² 254 in² 3 762 in²
DRAFTSTOP J-6 1756 SF 843 in² 1016 in² 50.00% 254 in² 2 508 in² 254 in² 2 508 in²
DRAFTSTOP J-7 1277 SF 613 in² 1016 in² 50.00% 254 in² 2 508 in² 254 in² 2 508 in²

Jfrogge
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1. NUMBER SUFFIX IN WINDOW TAG INDICATES WINDOW EXTERIOR FINISH.  
'XX.1' INDICATES A WHITE VINYL EXTERIOR FINISH WHILE 'XX.2' INDICATES 
DARK BRONZE VINYL EXTERIOR FINISH. ALL WINDOW INTERIOR FINISHES TO 
BE WHITE THROUGHOUT PROJECT

3. BLACK ALUMINUM RAILINGS

4. HARDIE BOARD TRIM LOCATED AT ALL TRANSOM WINDOWS PAINTED 
WHITE OR BLACK TO MATCH WINDOW

5. NICHIHA SIDING LOCATED PRIMARILY AT CLUBHOUSE ENTRY AND 4TH 
FLOOR BALCONY SOFFITS

6. GREY PAINTED FASCIA TRIM

7. GREY PAINTED GARAGE DOORS

8. DETACHED GARAGES AND TRASH ENCLOSURE MATERIALS TO 
MATCH APARTMENT BUILDINGS

ELEVATIONS GENERAL NOTES:
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VERTICAL CIRCULATION GENERAL NOTES
STAIRWAYS SHALL CONFORM TO IBC SECTION 1009.
ELEVATORS SHALL CONFORM TO IBC CHAPTER 30.
GUARDRAILS SHALL BE 42" HIGH. (IBC 1015.3)
HANDRAILS SHALL BE 34" MIN - 38" MAX HIGH. (IBC 1014.2)
HANDRAILS SHALL EXTEND MIN 1'-0" PAST STAIR NOSE
STAIR RISERS SHALL BE 7" MAX AND 4" MIN (IBC 1011.5.2)
STAIR TREADS SHALL BE 11" MIN. (IBC 1011.5.2)
STAIRWAY LANDING WIDTH SHALL BE NOT LESS THAN THE WIDTH OF THE 
STAIRWAY (IBC 1011.6)
STAIRWAYS SHALL HAVE A MIN HEADROOM CLEARENCE OF 80", MEASURED 
VERTICALLY FROM NOSING (IBC 1011.3)
STAIR WIDTH SHALL NOT BE LESS THAN 44". (IBC 1011.2)
ALTERNATING TREAD DEVICES SHALL CONFORM TO IBC SECTION 3004.
ELEVATOR MACHINE ROOMS ADJACENT TO ELEVATOR SHALL HAVE FIRE 
RESISTANCE RATING NOT LESS THAN REQUIRED FOR ELEVATOR SHAFT. (IBC 
3005.4)
VERIFY ELEVATOR PIT REQUIREMENTS WITH ELEVATOR MANUFACTURER (IBC 
1013).
VERIFY SUMP PIT REQUIREMENTS WITH MEP.
INSTALL REQUIRED SIGNAGE PER IBC 1023.9.
PROVIDE AND INSTALL SMOKE GUARD SYSTEM AT ELEVATOR HOISTWAY DOORS 
(IBC 3006.3.3)  
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 1/4" = 1'-0"A STAIR A SECTION
 1/4" = 1'-0"1 STAIR A - 1ST FLR

 1/4" = 1'-0"2 STAIR A - 2ND FLR

 1/4" = 1'-0"3 STAIR A - 3RD FLR

 1/4" = 1'-0"4 STAIR A - 4TH FLR
 1/4" = 1'-0"5 ELEVATOR A - 1ST FLR

 1/4" = 1'-0"6 ELEVATOR A - 2ND - 4TH FLR

 1/4" = 1'-0"B ELEVATOR A SECTION
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VERTICAL CIRCULATION GENERAL NOTES
STAIRWAYS SHALL CONFORM TO IBC SECTION 1009.
ELEVATORS SHALL CONFORM TO IBC CHAPTER 30.
GUARDRAILS SHALL BE 42" HIGH. (IBC 1015.3)
HANDRAILS SHALL BE 34" MIN - 38" MAX HIGH. (IBC 1014.2)
HANDRAILS SHALL EXTEND MIN 1'-0" PAST STAIR NOSE
STAIR RISERS SHALL BE 7" MAX AND 4" MIN (IBC 1011.5.2)
STAIR TREADS SHALL BE 11" MIN. (IBC 1011.5.2)
STAIRWAY LANDING WIDTH SHALL BE NOT LESS THAN THE WIDTH OF THE 
STAIRWAY (IBC 1011.6)
STAIRWAYS SHALL HAVE A MIN HEADROOM CLEARENCE OF 80", MEASURED 
VERTICALLY FROM NOSING (IBC 1011.3)
STAIR WIDTH SHALL NOT BE LESS THAN 44". (IBC 1011.2)
ALTERNATING TREAD DEVICES SHALL CONFORM TO IBC SECTION 3004.
ELEVATOR MACHINE ROOMS ADJACENT TO ELEVATOR SHALL HAVE FIRE 
RESISTANCE RATING NOT LESS THAN REQUIRED FOR ELEVATOR SHAFT. (IBC 
3005.4)
VERIFY ELEVATOR PIT REQUIREMENTS WITH ELEVATOR MANUFACTURER (IBC 
1013).
VERIFY SUMP PIT REQUIREMENTS WITH MEP.
INSTALL REQUIRED SIGNAGE PER IBC 1023.9.
PROVIDE AND INSTALL SMOKE GUARD SYSTEM AT ELEVATOR HOISTWAY DOORS 
(IBC 3006.3.3)  
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SECTIONS

● 03.15.2023 - PERMIT SUBMITTAL

 1/4" = 1'-0"1 STAIR B1 -1ST FLR

 1/4" = 1'-0"2 STAIR B1 - 2ND FLR

 1/4" = 1'-0"3 STAIR B1 - 3RD FLR

 1/4" = 1'-0"4 STAIR B1 - 4TH FLR

 1/4" = 1'-0"A STAIR B1 SECTION
 1/4" = 1'-0"5 STAIR B2 - 1ST FLR

 1/4" = 1'-0"6 STAIR B2 - 2ND FLR

 1/4" = 1'-0"B STAIR B2 SECTION

 1/4" = 1'-0"7 STAIR B2 - 3RD FLR

 1/4" = 1'-0"8 STAIR B2 - 4TH FLR
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VERTICAL CIRCULATION GENERAL NOTES
STAIRWAYS SHALL CONFORM TO IBC SECTION 1009.
ELEVATORS SHALL CONFORM TO IBC CHAPTER 30.
GUARDRAILS SHALL BE 42" HIGH. (IBC 1015.3)
HANDRAILS SHALL BE 34" MIN - 38" MAX HIGH. (IBC 1014.2)
HANDRAILS SHALL EXTEND MIN 1'-0" PAST STAIR NOSE
STAIR RISERS SHALL BE 7" MAX AND 4" MIN (IBC 1011.5.2)
STAIR TREADS SHALL BE 11" MIN. (IBC 1011.5.2)
STAIRWAY LANDING WIDTH SHALL BE NOT LESS THAN THE WIDTH OF THE 
STAIRWAY (IBC 1011.6)
STAIRWAYS SHALL HAVE A MIN HEADROOM CLEARENCE OF 80", MEASURED 
VERTICALLY FROM NOSING (IBC 1011.3)
STAIR WIDTH SHALL NOT BE LESS THAN 44". (IBC 1011.2)
ALTERNATING TREAD DEVICES SHALL CONFORM TO IBC SECTION 3004.
ELEVATOR MACHINE ROOMS ADJACENT TO ELEVATOR SHALL HAVE FIRE 
RESISTANCE RATING NOT LESS THAN REQUIRED FOR ELEVATOR SHAFT. (IBC 
3005.4)
VERIFY ELEVATOR PIT REQUIREMENTS WITH ELEVATOR MANUFACTURER (IBC 
1013).
VERIFY SUMP PIT REQUIREMENTS WITH MEP.
INSTALL REQUIRED SIGNAGE PER IBC 1023.9.
PROVIDE AND INSTALL SMOKE GUARD SYSTEM AT ELEVATOR HOISTWAY DOORS 
(IBC 3006.3.3)  
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STAIR & ELEVATOR C & D
PLANS & SECTIONS

● 03.15.2023 - PERMIT SUBMITTAL

 1/4" = 1'-0"3 STAIR/ELEVATOR D - 1ST FLR

 1/4" = 1'-0"4 STAIR/ELEVATOR D - 2ND FLR

 1/4" = 1'-0"5 STAIR/ELEVATOR D - 3RD FLR

 1/4" = 1'-0"6 STAIR/ELEVATOR D - 4TH FLR

 1/4" = 1'-0"B STAIR D SECTION

 1/4" = 1'-0"C ELEVATOR D SECTION

 1/4" = 1'-0"A ELEVATOR C SECTION

 1/4" = 1'-0"1 ELEVATOR C - 1ST FLR

 1/4" = 1'-0"2 ELEVATOR C - 2ND - 4TH FLR
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FILTER SOCK TO SUMP

COLD FLUID APPLIED 
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VERTICAL CIRCULATION GENERAL NOTES
STAIRWAYS SHALL CONFORM TO IBC SECTION 1009.
ELEVATORS SHALL CONFORM TO IBC CHAPTER 30.
GUARDRAILS SHALL BE 42" HIGH. (IBC 1015.3)
HANDRAILS SHALL BE 34" MIN - 38" MAX HIGH. (IBC 1014.2)
HANDRAILS SHALL EXTEND MIN 1'-0" PAST STAIR NOSE
STAIR RISERS SHALL BE 7" MAX AND 4" MIN (IBC 1011.5.2)
STAIR TREADS SHALL BE 11" MIN. (IBC 1011.5.2)
STAIRWAY LANDING WIDTH SHALL BE NOT LESS THAN THE WIDTH OF THE 
STAIRWAY (IBC 1011.6)
STAIRWAYS SHALL HAVE A MIN HEADROOM CLEARENCE OF 80", MEASURED 
VERTICALLY FROM NOSING (IBC 1011.3)
STAIR WIDTH SHALL NOT BE LESS THAN 44". (IBC 1011.2)
ALTERNATING TREAD DEVICES SHALL CONFORM TO IBC SECTION 3004.
ELEVATOR MACHINE ROOMS ADJACENT TO ELEVATOR SHALL HAVE FIRE 
RESISTANCE RATING NOT LESS THAN REQUIRED FOR ELEVATOR SHAFT. (IBC 
3005.4)
VERIFY ELEVATOR PIT REQUIREMENTS WITH ELEVATOR MANUFACTURER (IBC 
1013).
VERIFY SUMP PIT REQUIREMENTS WITH MEP.
INSTALL REQUIRED SIGNAGE PER IBC 1023.9.
PROVIDE AND INSTALL SMOKE GUARD SYSTEM AT ELEVATOR HOISTWAY DOORS 
(IBC 3006.3.3)  
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 1/4" = 1'-0"1 STAIR E - 1ST FLR

 1/4" = 1'-0"2 STAIR E - 2ND FLR

 1/4" = 1'-0"3 STAIR E - 3RD FLR

 1/4" = 1'-0"4 STAIR E - 4TH FLR

 1/4" = 1'-0"5 ELEVATOR E - 1ST FLR
 1/4" = 1'-0"6 ELEVATOR E - 2ND-4TH FLR

 1/4" = 1'-0"A STAIR E SECTION
 1/4" = 1'-0"B ELEVATOR E SECTION
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SUMP PIT. (G.C. TO COORD. 
SIZE & LOCATION W/ ELEV. MFR 
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FILTER SOCK TO SUMP

COLD FLUID APPLIED 
WATERPROOFING

DRAINAGE BOARD
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16.

VERTICAL CIRCULATION GENERAL NOTES
STAIRWAYS SHALL CONFORM TO IBC SECTION 1009.
ELEVATORS SHALL CONFORM TO IBC CHAPTER 30.
GUARDRAILS SHALL BE 42" HIGH. (IBC 1015.3)
HANDRAILS SHALL BE 34" MIN - 38" MAX HIGH. (IBC 1014.2)
HANDRAILS SHALL EXTEND MIN 1'-0" PAST STAIR NOSE
STAIR RISERS SHALL BE 7" MAX AND 4" MIN (IBC 1011.5.2)
STAIR TREADS SHALL BE 11" MIN. (IBC 1011.5.2)
STAIRWAY LANDING WIDTH SHALL BE NOT LESS THAN THE WIDTH OF THE 
STAIRWAY (IBC 1011.6)
STAIRWAYS SHALL HAVE A MIN HEADROOM CLEARENCE OF 80", MEASURED 
VERTICALLY FROM NOSING (IBC 1011.3)
STAIR WIDTH SHALL NOT BE LESS THAN 44". (IBC 1011.2)
ALTERNATING TREAD DEVICES SHALL CONFORM TO IBC SECTION 3004.
ELEVATOR MACHINE ROOMS ADJACENT TO ELEVATOR SHALL HAVE FIRE 
RESISTANCE RATING NOT LESS THAN REQUIRED FOR ELEVATOR SHAFT. (IBC 
3005.4)
VERIFY ELEVATOR PIT REQUIREMENTS WITH ELEVATOR MANUFACTURER (IBC 
1013).
VERIFY SUMP PIT REQUIREMENTS WITH MEP.
INSTALL REQUIRED SIGNAGE PER IBC 1023.9.
PROVIDE AND INSTALL SMOKE GUARD SYSTEM AT ELEVATOR HOISTWAY DOORS 
(IBC 3006.3.3)  
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 1/4" = 1'-0"1 STAIR F - 1ST FLR

 1/4" = 1'-0"2 STAIR F - 2ND FLR

 1/4" = 1'-0"3 STAIR F - 3RD FLR

 1/4" = 1'-0"4 STAIR F - 4TH FLR

 1/4" = 1'-0"A STAIR F SECTION

 1/4" = 1'-0"5 ELEVATOR F - 1ST FLR
 1/4" = 1'-0"6 ELEVATOR F - 2ND-4TH FLR

 1/4" = 1'-0"B ELEVATOR F SECTION
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w/ 5" RADIUS CORNER

1.
2.
3.
4.
5.
6.
7.
8.

9.

10.
11.
12.

13.

14.
15.
16.

VERTICAL CIRCULATION GENERAL NOTES
STAIRWAYS SHALL CONFORM TO IBC SECTION 1009.
ELEVATORS SHALL CONFORM TO IBC CHAPTER 30.
GUARDRAILS SHALL BE 42" HIGH. (IBC 1015.3)
HANDRAILS SHALL BE 34" MIN - 38" MAX HIGH. (IBC 1014.2)
HANDRAILS SHALL EXTEND MIN 1'-0" PAST STAIR NOSE
STAIR RISERS SHALL BE 7" MAX AND 4" MIN (IBC 1011.5.2)
STAIR TREADS SHALL BE 11" MIN. (IBC 1011.5.2)
STAIRWAY LANDING WIDTH SHALL BE NOT LESS THAN THE WIDTH OF THE 
STAIRWAY (IBC 1011.6)
STAIRWAYS SHALL HAVE A MIN HEADROOM CLEARENCE OF 80", MEASURED 
VERTICALLY FROM NOSING (IBC 1011.3)
STAIR WIDTH SHALL NOT BE LESS THAN 44". (IBC 1011.2)
ALTERNATING TREAD DEVICES SHALL CONFORM TO IBC SECTION 3004.
ELEVATOR MACHINE ROOMS ADJACENT TO ELEVATOR SHALL HAVE FIRE 
RESISTANCE RATING NOT LESS THAN REQUIRED FOR ELEVATOR SHAFT. (IBC 
3005.4)
VERIFY ELEVATOR PIT REQUIREMENTS WITH ELEVATOR MANUFACTURER (IBC 
1013).
VERIFY SUMP PIT REQUIREMENTS WITH MEP.
INSTALL REQUIRED SIGNAGE PER IBC 1023.9.
PROVIDE AND INSTALL SMOKE GUARD SYSTEM AT ELEVATOR HOISTWAY DOORS 
(IBC 3006.3.3)  
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 1/4" = 1'-0"2 STAIR & ELEVATOR G - 1ST FLR

 1/4" = 1'-0"3 STAIR & ELEVATOR G - 2ND FLR

 1/4" = 1'-0"4 STAIR & ELEVATOR G - 3RD FLR

 1/4" = 1'-0"5 STAIR & ELEVATOR G - 4TH FLR

 1/4" = 1'-0"A STAIR G SECTION
 1/4" = 1'-0"B ELEVATOR G SECTION

 1/4" = 1'-0"1 STAIR & ELEVATOR G - BASEMENT
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STRETCHER w/ 5" 
RADIUS CORNER

12'-1 1/2"

1'-0" 1'-0"

1'
-0
"

HANDRAIL +36"

GUARDRAIL +42"

1'
-0
"

67
A

A4.26

B
A4.26

STAIR J

ELEV. LOBBY

ELEV. J

D

U7

F4
2 A4

1

D4
0

G4
2

E6
1

STANDPIPE
RE: MEP J.2 A.2

12'-1 1/2"

13'-0"

G4
2

G4
2

F4
2

11" TR.
UP 19 R.

11" TR.
UP 2 R.

F.O. GYP. BD.
8'-7 1/2"

A4
1

G4
2

F.
O
. G
YP
. B
D
.

6'
-1
1"

1'-4 1/4"

R.O.
3'-8 3/4" 4'-5"

G4
2

2'-
0" 7'-0"

24" x 84" 
STRETCHER w/ 5" 
RADIUS CORNER

5'-0" 2'-1 1/2" 5'-0"

HANDRAIL +36"
GUARDRAIL +42"

1'-0" 1'-0"

1'
-0
"

1'
-0
"

5'
-6
 5
/8
"

16
'-6
"

5'
-0
"

27
'-0
 5
/8
"

67 A
A4.26

B
A4.26

STAIR J

ELEV. J

ELEV. LOBBY

ALTERNATING
TREAD DEVICE

U7

D
F4
2

G4
2

E6
1

D4
0

A4
1

5'-0" 7'-1 1/2"

J.2 A.1

12'-1 1/2"

13'-0"

27
'-0
 5
/8
"

5'
-0
"

22
'-0
 5
/8
"

STANDPIPE
RE: MEP

G4
2

F4
2

G4
2

11" TR.
UP 19 R.

G4
2

F.O. GYP. BD.
8'-7 1/2"

F.
O
. G
YP
. B
D
.

6'
-1
1"

1'-1 1/2"

R.O.
3'-8 3/4" 4'-7 3/4"

G4
2

A4
1

2'-
0" 7'-0"

24" x 84" 
STRETCHER w/ 5" 
RADIUS CORNER

HANDRAIL +36"

GUARDRAIL +42"

1'
-0
"

A

1ST FLR. P. LN.
9'-1"

2ND FLR. P. LN.
19'-8 3/4"

3RD FLR. P. LN.
30'-4 1/2"

4TH FLR. TYP. P. LN.
41'-0 1/4"

4TH FLR. RAISED P. LN.
44'-0 1/4"

T/ROOF
47'-0 1/4"

3'
-0
"

3'
-0
"

10
'-7
 3
/4
"

10
'-7
 3
/4
"

9'
-1
"

1'
-6
 3
/4
"

9'
-1
"

D

F4
2

F4
2

F4
2

F4
2

E6
1

E6
1

E6
1

M
IN
. C
LE
AR
AN
C
E

6'
-8
"

41
'-0
 1
/4
"

4TH FLR T/SUBFLR
31'-11 1/4"

2ND FLR T/SUBFLR
10'-7 3/4"

3RD FLR T/SUBFLR
21'-3 1/2"

1ST FLR T/SUBFLR
0"

H
1

H
1

H
1

2
A4.27

5
A4.27

7'
-0
"

7'
-0
"

7'
-0
"

7'
-0
"

D

D

D (1
9)
 R
 @
 6
 3
/4
"

10
'-7
 3
/4
"

(2
) R
 @
 6
 1
/8
"

1'
-0
 1
/8
"

(1
9)
 R
 @
 6
 1
/8
"

9'
-7
 5
/8
"

(3
) R
 @
 6
 1
/8
"

1'
-6
 3
/8
"

(1
8)
 R
 @
 6
 1
/8
"

9'
-2
 1
/8
"

17 T
15'-7"

18 T
16'-6"

18 T
16'-6"

N.
T.
E.
 4
"

E6
1

1ST FLR. T/SLAB
0"

1ST FLR. P. LN.
9'-1"

2ND FLR. P. LN.
19'-8 3/4"

3RD FLR. P. LN.
30'-4 1/2"

4TH FLR. TYP. P. LN.
41'-0 1/4"

4TH FLR. RAISED P. LN.
44'-0 1/4"

F.O. GYP. BD.

LADDER

6'-11"

10
'-7
 3
/4
"

10
'-7
 3
/4
"

10
'-7
 3
/4
"

9'
-1
 3
/4
"

VE
R
IF
Y 
W
/ M
FR

5'
-0
"

TR
AV
EL
 D
IS
TA
N
C
E 
(V
ER
IF
Y)

32
'-0
"

6'-11"

G4
2

G4
2

G4
2

G4
2

F4
2

F4
2

F4
2

F4
2

TAPERED FOAM

HOIST BEAM; VERIFY WITH 
ELEVATOR MANUF. 

3'
-0
"

9'
-1
"

1'
-6
 3
/4
"

9'
-1
"

1'
-6
 3
/4
"

9'
-1
"

1'
-6
 3
/4
"

9'
-1
"

VE
R
IF
Y 
W
/M
FR
.

5'
-0
"

4TH FLR T/SUBFLR
31'-11 1/4"

2ND FLR T/SUBFLR
10'-7 3/4"

3RD FLR T/SUBFLR
21'-3 1/2"

1ST FLR T/SUBFLR
0"

H
1

H
1

H
1

H
1

H
1

H
1

SUMP PIT. 
(G.C. TO COORD. SIZE & 
LOCATION W/ ELEV. MFR & 
SUMP PUMP MFR)
DRAIN TO DAYLIGHT

4" DIA. PER. FTG. DRAIN W/ 
FILTER SOCK TO SUMP

COLD FLUID APPLIED 
WATERPROOFING

DRAINAGE BOARD

C
A4.26

A4
1

A4
1

A4
1

A4
1

D

STANDPIPE
RE: MEP

HANDRAIL +36"

GUARDRAIL +42"

7'-3 1/4"

5'-0" 1'-10 5/8"

11" TR
UP 19 R.
44" MIN. CLR

1'
-0
 3
/4
"

C
A4.26

D
C6
1

A4
1

A4
1 B4

1

A4
1

HANDRAIL +36"

GUARDRAIL +42"

5'-0" 2'-3 1/4"

7'-7 3/4"

44" MIN. CLR

11" TR
UP 19 R.

1ST FLR. T/SLAB
0"

B

1ST FLR. P. LN.
9'-1"

BSMNT. P. LN.
-1'-6 3/4"

BSMNT FLR. LN.
-10'-7 3/4"

D

A4
1

A4
1

C6
1

M
IN
. C
LE
AR
EN
C
E

6'
-8
"

2ND FLR T/SUBFLR
10'-7 3/4"

1ST FLR T/SUBFLR
0"

H
1

H
1

1'
-6
 3
/4
"

9'
-1
"

1'
-6
 3
/4
"

9'
-1
"

M
IN
. C
LE
AR
EN
C
E

6'
-8
"(1
9)
 R
 @
 6
 3
/4
"

10
'-7
 3
/4
"

D

1.
2.
3.
4.
5.
6.
7.
8.

9.

10.
11.
12.

13.

14.
15.
16.

VERTICAL CIRCULATION GENERAL NOTES
STAIRWAYS SHALL CONFORM TO IBC SECTION 1009.
ELEVATORS SHALL CONFORM TO IBC CHAPTER 30.
GUARDRAILS SHALL BE 42" HIGH. (IBC 1015.3)
HANDRAILS SHALL BE 34" MIN - 38" MAX HIGH. (IBC 1014.2)
HANDRAILS SHALL EXTEND MIN 1'-0" PAST STAIR NOSE
STAIR RISERS SHALL BE 7" MAX AND 4" MIN (IBC 1011.5.2)
STAIR TREADS SHALL BE 11" MIN. (IBC 1011.5.2)
STAIRWAY LANDING WIDTH SHALL BE NOT LESS THAN THE WIDTH OF THE 
STAIRWAY (IBC 1011.6)
STAIRWAYS SHALL HAVE A MIN HEADROOM CLEARENCE OF 80", MEASURED 
VERTICALLY FROM NOSING (IBC 1011.3)
STAIR WIDTH SHALL NOT BE LESS THAN 44". (IBC 1011.2)
ALTERNATING TREAD DEVICES SHALL CONFORM TO IBC SECTION 3004.
ELEVATOR MACHINE ROOMS ADJACENT TO ELEVATOR SHALL HAVE FIRE 
RESISTANCE RATING NOT LESS THAN REQUIRED FOR ELEVATOR SHAFT. (IBC 
3005.4)
VERIFY ELEVATOR PIT REQUIREMENTS WITH ELEVATOR MANUFACTURER (IBC 
1013).
VERIFY SUMP PIT REQUIREMENTS WITH MEP.
INSTALL REQUIRED SIGNAGE PER IBC 1023.9.
PROVIDE AND INSTALL SMOKE GUARD SYSTEM AT ELEVATOR HOISTWAY DOORS 
(IBC 3006.3.3)  
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● 03.15.2023 - PERMIT SUBMITTAL

 1/4" = 1'-0"1 STAIR & ELEVATOR J - 1ST FLR

 1/4" = 1'-0"2 STAIR & ELEVATOR J - 2ND FLR

 1/4" = 1'-0"3 STAIR & ELEVATOR J - 3RD FLR

 1/4" = 1'-0"4 STAIR & ELEVATOR J - 4TH FLR

 1/4" = 1'-0"A STAIR J SECTION
 1/4" = 1'-0"B ELEVATOR J SECTION

 1/4" = 1'-0"5 STAIR J2 - BASEMENT
 1/4" = 1'-0"6 STAIR J2 - 1ST FLR

 1/4" = 1'-0"C STAIR J2 SECTION
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1-1/2" O.D. ALUMINUM 
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 1 1/2" = 1'-0"1 LANDING DETAIL
 1 1/2" = 1'-0"4 STAIR AND RAIL DETAIL

 1 1/2" = 1'-0"2 STAIR LANDING DOWN (WOOD)
 1 1/2" = 1'-0"5 STAIR LANDING UP (WOOD)

 1" = 1'-0"3 ELEVATOR HEAD DETAIL

 1 1/2" = 1'-0"6 GUARDRAIL/ HANDRAIL ELEVATION

 1 1/2" = 1'-0"7 GUARDRAIL/ HANDRAIL SECTION
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FIREBLOCK PER
I.B.C. 718.2 /
SOLID WOOD SHOWN /
ALT: ALLOWABLE
MATERIALS PER 718.2.1

PER STRUCT.

FIREBLOCK PER
I.B.C. 718.2
(FLOOR
SHEATHING
CONTINUOUS)

1" AIR SPACE

(1) LAYER 5/8" TYPE "X"
GYP. BD. SIDE

3-1/2" ACOUSTIC INSUL.
EA SIDE

STUD SIZE AND SPACING PER
STRUCT.

3/4" MIN. GYP-CRETE 
FLOOR TOPPING

23/32", C-D or SHEATHING,
WD. STRUCTURAL PANELS

FLOOR
TRUSSES PER
STRUCTURAL

3-1/2" ACOUSTIC
INSUL. AS
SHOWN

RES. CHANNELS AT
12" O.C.

(1) LAYER 5/8" TYPE "X"
GYP. BP.

UNITUNIT

DRAFTSTOP
PER I.B.C. 717.3
(1/2" GYP. OR
3/8" PLY.)

8"

3 1/2" 1" 3 1/2"

PLATE LN

FLOOR LN

UNIT SEPARATION WALL
TRUSSES PERPENDICULAR

1-HR

1-HR

1-HR

2x BLOCK'G AS
PER
STRUCTURAL

PER STRUCT.

TRUSSES PER
STRUCTURAL

RES. CHANNELS AT
24" O.C.

(1) LAYER 5/8" TYPE "X"
GYP. BD. SIDE

3-1/2" ACOUSTIC INSUL.
EA SIDE

STUD SIZE AND SPACING PER
STRUCT.

3/4" MIN. GYP-CRETE 
FLOOR TOPPING

23/32", C-D or SHEATHING,
WD. STRUCTURAL PANELS

FLOOR
TRUSSES PER
STRUCTURAL

3-1/2" ACOUSTIC
INSUL. AS
SHOWN

RES. CHANNELS AT
12" O.C.

(1) LAYER 5/8" TYPE "X"
GYP. BP.

UNITCORRIDOR

PLATE LN

FIRST TRUSS
PROVIDES NAILER

FLOOR LN

CORRIDOR WALL
TRUSSES PARALLEL

1-HR

1-HR

1-HR

FIREBLOCK PER
I.B.C. 718.2 /
SOLID WOOD SHOWN /
ALT: ALLOWABLE
MATERIALS PER 718.2.1

PER STRUCT.

FIREBLOCK PER I.B.C. 718.2
(FLOOR SHEATHING CONTINUOUS

1" AIR SPACE

(2) LAYERS 5/8" TYPE "X"
GYP. BD. EA. SIDE

3-1/2" ACOUSTIC INSUL.
EA SIDE

STUD SIZE AND SPACING PER
STRUCT.

3/4" MIN. GYP-CRETE 
FLOOR TOPPING

23/32", C-D or SHEATHING,
WD. STRUCTURAL PANELS

FLOOR TRUSSES PER
STRUCTURAL (PROVIDE 
MIN. DOUBLE TRUSS
HEEL @ THIS LOCATION

3-1/2" ACOUSTIC
INSUL. AS
SHOWN

RES. CHANNELS AT
12" O.C.

(1) LAYER 5/8" TYPE "X"
GYP. BP.

UNITSTAIR

8"

3 1/2" 1" 3 1/2"

PLATE LN PLATE LN

(2) LAYERS 5/8" TYPE
"X" GYP. BD.

FLOOR LN

EXIT STAIR ENCLOSURE
TRUSSES PERPENDICULAR AT UNIT

2-HR

1-HR

2-HR

FIREBLOCK PER
I.B.C. 718.2 /
SOLID WOOD SHOWN /
ALT: ALLOWABLE
MATERIALS PER 718.2.1

PER STRUCT.

TRUSSES PER
STRUCTURAL

(2) LAYERS 5/8" TYPE "X"
GYP. BD. EA. SIDE

STUD SIZE AND SPACING PER
STRUCT.

3/4" MIN. GYP-CRETE 
FLOOR TOPPING

23/32", C-D or SHEATHING,
WD. STRUCTURAL PANELS

3-1/2" ACOUSTIC
INSUL. AS
SHOWN

RES. CHANNELS SPACED
PER "2A-1" **

(1) LAYER 5/8" TYPE "X"
GYP. BP.

CORRIDORSTAIR

PLATE LN

(2) LAYERS 5/8" TYPE
"X" GYP. BD.

FLOOR LN

** RES CHANNELS MAY BE
REPLACED WITH (1) LAYER
5/8" TYPE X GYP BD IN
CORRIDOR LOCATIONS AT
GC'S OPTION

EXIT STAIR ENCLOSURE
JOISTS PERPENDICULAR AT CORRIDOR

2-HR

1-HR

2-HR

FLOOR TRUSSES PER
STRUCTURAL (PROVIDE 
MIN. DOUBLE TRUSS
HEEL @ THIS LOCATION

FIREBLOCK PER
I.B.C. 718.2 /
SOLID WOOD SHOWN /
ALT: ALLOWABLE
MATERIALS PER 718.2.1

PER STRUCT.

FIREBLOCKING PER
I.B.C. 718.2
(FLOOR
SHEATHING
CONTINUOUS)

1" AIR SPACE

(2) LAYERS 5/8" TYPE "X"
GYP. BD. EA. SIDE

3-1/2" ACOUSTIC INSUL.
EA SIDE

STUD SIZE AND SPACING PER
STRUCT.

3/4" MIN. GYP-CRETE 
FLOOR TOPPING

23/32", C-D or SHEATHING,
WD. STRUCTURAL PANELS

3-1/2" ACOUSTIC
INSUL. AS
SHOWN

RES. CHANNELS AT
12" O.C.

(1) LAYER 5/8" TYPE "X"
GYP. BP.

UNITELEVATOR

8"

3 1/2" 1" 3 1/2"

PLATE LN PLATE LN

(2) LAYERS 5/8" TYPE
"X" GYP. BD.

FLOOR LN

ELEVATOR SHAFT
TRUSSES PERPENDICULAR AT UNIT

2-HR

1-HR

2-HR

FLOOR TRUSSES PER
STRUCTURAL (PROVIDE 
MIN. DOUBLE TRUSS
HEEL @ THIS LOCATION

PER STRUCT.

(2) LAYERS 5/8" TYPE "X"
GYP. BD. EA. SIDE

STUD SIZE AND SPACING PER
STRUCT.

3/4" MIN. GYP-CRETE 
FLOOR TOPPING

23/32", C-D or SHEATHING,
WD. STRUCTURAL PANELS

RES. CHANNELS SPACED
PER "2A-1" **

(1) LAYER 5/8" TYPE "X"
GYP. BP.

CORRIDORELEVATOR

PLATE LN

(2) LAYERS 5/8" TYPE
"X" GYP. BD.

FLOOR LN

** RES CHANNELS MAY BE
REPLACED WITH (1) LAYER
5/8" TYPE X GYP BD IN
CORRIDOR LOCATIONS AT
GC'S OPTION

ELEVATOR SHAFT
JOISTS PERPENDICULAR AT CORRIDOR

2-HR

1-HR

2-HR

FLOOR TRUSSES PER
STRUCTURAL (PROVIDE 
MIN. DOUBLE TRUSS
HEEL @ THIS LOCATION

UNITUNIT

BUILDING FIRE WALL
TRUSSES PARALLEL

8"

3 1/2"

1"

3 1/2"

ATTIC ATTIC

FIRE RETARDANT
DECKING- 4'-0" ON EA.

SIDE

ROOF
TRUSSES PER
STRUCTURAL

(2) LAYERS 5/8" TYPE "X"
GYP. BD.

FIREBLOCK PER
I.B.C. 718.2
STUD SIZE & SPACING PER
STRUCT.

3-1/2" ACOUSTIC INSUL.
EA. SIDE

(2) LAYER 5/8" TYPE "X"
GYP. BD. EA. SIDE

1" AIR SPACE 

1-HR1-HR

2-HR

(2) LAYER 5/8" TYPE "X"
GYP. BD. EA. SIDE

UNITUNIT

PLATE LN

FLOOR LN 1-HR1-HR

STUD SIZE & SPACING PER
STRUCT.

3-1/2" ACOUSTIC INSUL.
EA. SIDE

(2) LAYER 5/8" TYPE "X"
GYP. BD. EA. SIDE

1" AIR SPACE

3/4" MIN. GYP-CRETE 
FLOOR TOPPING

23/32", C-D or SHEATHING,
WD. STRUCTURAL PANELS

FLOOR TRUSSES PER 
STRUCTURAL (PROVIDE 
MIN. DOUBLE TRUSS 
HEEL @ THIS LOCATION)

PER STRUCT.

RES. CHANNELS AT
12" O.C.

(1) LAYER 5/8" TYPE "X"
GYP. BD.

8"

3 1/2" 1" 3 1/2"

2-HR

2-HR

FIREBLOCK PER IBC 718.2 / 
SOLID WOOD SHOWN / 
ALT: ALLOWABLE 
MATERIALS PER 718.2.1

FIREBLOCK PER
I.B.C. 718.2 /
SOLID WOOD SHOWN /
ALT: ALLOWABLE
MATERIALS PER 718.2.1

PER STRUCT.

FIREBLOCKING PER
I.B.C. 718.2
(FLOOR
SHEATHING
CONTINUOUS)

1" AIR SPACE

(2) LAYERS 5/8" TYPE "X"
GYP. BD. EA. SIDE

3-1/2" ACOUSTIC INSUL.
EA SIDE

STUD SIZE AND SPACING PER
STRUCT.

3/4" MIN. GYP-CRETE 
FLOOR TOPPING

23/32", C-D or SHEATHING,
WD. STRUCTURAL PANELS

FLOOR
TRUSSES PER
STRUCTURAL

3-1/2" ACOUSTIC
INSUL. AS
SHOWN

RES. CHANNELS AT
12" O.C.

(1) LAYER 5/8" TYPE "X"
GYP. BP.

UNITELEVATOR

8"

3 1/2" 1" 3 1/2"

PLATE LN PLATE LN

(2) LAYERS 5/8" TYPE
"X" GYP. BD.

FLOOR LN

ELEVATOR SHAFT
TRUSSES PARALLEL AT UNIT

2-HR

1-HR

2-HR
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 1 1/2" = 1'-0"

FLOOR/WALL DETAIL

2 UNIT/UNIT PERP TRUSSES
 1 1/2" = 1'-0"

FLOOR/WALL DETAIL

3 CORRIDOR/UNIT

 1 1/2" = 1'-0"

FLOOR/WALL DETAIL

8 STAIR/UNIT PERP TRUSSES
 1 1/2" = 1'-0"

FLOOR/WALL DETAIL

9 STAIR/CORRIDOR

 1 1/2" = 1'-0"

FLOOR/WALL DETAIL

10 ELEVATOR/ UNIT PERP TRUSSES
 1 1/2" = 1'-0"

FLOOR/WALL DETAIL

11 ELEVATOR/CORRIDOR
 1 1/2" = 1'-0"

FLOOR/WALL DETAIL

12 ROOF/WALL DETAIL

 1 1/2" = 1'-0"

FLOOR/WALL DETAIL

13 FIREWALL AT UNITS

 1 1/2" = 1'-0"

FLOOR/WALL DETAIL

1 ELEVATOR/UNIT PARALLEL TRUSSES

Jfrogge
RELEASE FOR CONSTRUCTION



WOOD STUDS

(2) LAYERS 5/8" TYPE "X" GYPSUM WALLBOARD

GYPSUM BOARD

FIRE-RETARDANT TREATED 
PLYWOOD SHEATHING, 48" 
EA. SIDE OF FIREWALL

48" FROM CL

BATT INSULATION

PLYWOOD SHEATHING

EXT. FINISH PER 
ELEVATIONS

INTERIOR INTERIOR

G4 2  
 

E
1

WOOD STUDS

(2) LAYERS 5/8" TYPE "X" GYPSUM WALLBOARD

1" AIR SPACE

FIRE-RETARDANT TREATED 
PLYWOOD SHEATHING, 48" 
EA. SIDE OF FIREWALL

48" FROM CL

BATT INSULATION

PLYWOOD SHEATHING

EXT. FINISH PER 
ELEVATIONS

EXTERIOR

INTERIOR INTERIOR

G4 2  
 

E
1

E
1

WOOD STUDS

5/8" TYPE "X" GYPSUM WALLBOARD

1" AIR SPACE

BATT INSULATION

RES. CHANNEL

5/8" GYP. BD.

G4 2  

WOOD STUDS

(2) LAYERS 5/8" TYPE 
"X" GYPSUM 
WALLBOARD

1" AIR GAP

PLYWOOD SHEATHING

EXT. FINISH PER 
ELEVATIONS

FIRE-RETARDANT TREATED 
PLYWOOD SHEATHING, 48" 
EA. SIDE OF FIREWALL

G4
2   

E
1   

EXTEND 5/8" GYP. BD. TO 
UNDER SIDE OF ROOF DECK

  G4
   

  2
   

FIRE-RETARDANT TREATED ROOF
SHEATHING FOR 4'-0" EACH SIDE OF FIRE

ROOF TRUSSES PER STRUCT.

(2) LAYERS 5/8" 
TYPE "X" GYP. BD.

EXTERIOR

L
1

AR
CH

 E
1 

30
" x

 4
2"

NS
PJ

 A
RC

HI
TE

CT
S 

© 

JOB NO.

DATE:

DRAWNBY:

SHEET NO.

RAWING    ELEASE   OGD R L

REVISIONS:

2 
 0
  2
  2

3/1
4/2

02
3 2

:32
:48

 P
M

Au
tod

es
k D

oc
s:/

/70
59

21
-N

P 
Su

mm
it S

qu
ar

e I
II/7

05
9_

SS
3_

R2
2.r

vt

A5.01
705921

03.15.2023

TC/SW

3/15/2023

80
0 
&
 8
10
 N
W
 W
A
R
D
 R
D
. |
 L
EE
'S
 S
U
M
M
IT
,

M
O

PERMIT SUBMITTAL

TR
IL
O
G
Y

A
 N
EW
 R
ES
ID
EN
TI
A
L 
C
O
M
M
U
N
IT
Y 
A
T:

● 03.15.2023 - PERMIT SUBMITTAL

 1 1/2" = 1'-0"1 FIREWALL @ BALCONY COLUMN
 1 1/2" = 1'-0"4 FIREWALL @ EXT WALL - JOG

 1 1/2" = 1'-0"2 FIREWALL @ CORRIDOR
 1 1/2" = 1'-0"5 FIREWALL @ EXT WALL

 1 1/2" = 1'-0"3 2HR FIREWALL ROOF/CLG. DETAIL

Jfrogge
RELEASE FOR CONSTRUCTION



66'-0"

20
'-0
"

1'-2" 9'-2" 1'-10" 9'-2" 1'-10" 9'-2" 1'-10" 9'-2" 1'-10" 9'-2" 1'-7" 9'-2" 11"

66'-0"

7 3/8" 10'-5 3/8" 5 1/2" 10'-6 1/2" 5 1/2" 10'-6 1/2" 5 1/2" 10'-6 1/2" 5 1/2" 10'-6 1/2" 5 1/2" 9'-11 7/8" 7 3/8"

TY
PI
C
AL

6"
TY
PI
C
AL

6"

T/SLAB @ BACK
FFE +3"

T/SLAB @ FRONT
PER CIVIL

FFE = 0"

T/APRON
PER CIVIL

FFE -2"

T/CURB
FFE +6"

SL
O
PE
 3
"

66'-0"

20
'-0
"

11'-0" 11'-0" 11'-0" 11'-0" 11'-0" 11'-0"

9' X 7' HIGH OVHD. 
DOOR TYP.

1'-2" 9'-2" 1'-10" 9'-2" 1'-10" 9'-2" 1'-10" 9'-2" 1'-10" 9'-2" 1'-7" 9'-2" 11"

GARAGE
10'-6" x 19'-0"

GARAGE
10'-6" x 19'-0"

GARAGE
10'-6" x 19'-0"

GARAGE
10'-6" x 19'-0"

GARAGE
10'-6" x 19'-0"

GARAGE
10'-6" x 19'-0"

66'-0"

6"
2'
-4
"

2'
-1
0"

BRICK VENEER AT
CORNERS & BETWEEN 
DOORS TYPUCAL. SEE 
ELEVATIONS

T T T T T T

7 3/8" 14'-4 3/4" 6 3/4" 10'-5 1/4" 6 3/4" 10'-5 1/4" 6 3/4" 10'-5 1/4" 6 3/4" 10'-5 1/4" 6 3/4" 9'-11 1/4" 7 3/8"

7 
3/
8"

19
'-5
 3
/8
"

7 3/8" 7 3/8" 9'-2" 1'-9" 9'-2" 1'-10" 9'-2" 1'-10" 9'-2" 1'-10" 9'-2" 1'-7" 9'-2" 4 3/8" 7 3/8"

70'-0"

6" 14'-6" 5 1/2" 10'-6 1/2" 5 1/2" 10'-6 1/2" 5 1/2" 10'-6 1/2" 5 1/2" 10'-6 1/2" 5 1/2" 10'-0 1/2" 6"

6"
 T
YP
IC
AL

6"
 T
YP
IC
AL

T/SLAB @ BACK
FFE +3"

T/SLAB @ FRONT
PER CIVIL

FFE = 0"

T/APRON
PER CIVIL

FFE -2"

9" 3'-4"

6"
 T
YP
IC
AL

T/CURB
FFE +6"

SL
O
PE
 3
"

70'-0"

20
'-0
"

1'-2" 9'-2" 9" 3'-4" 1'-9" 9'-2" 1'-10" 9'-2" 1'-10" 9'-2" 1'-10" 9'-2" 1'-7" 9'-2" 11"

15'-0" 11'-0" 11'-0" 11'-0" 11'-0" 11'-0"

2'
-4
"

6"
2'
-1
0"

BRICK VENEER AT
CORNERS & BETWEEN 
DOORS TYPUCAL. SEE 
ELEVATIONS

ACCESIBLE GARAGE
14'-5" x 19'-0"

GARAGE
10'-6" x 19'-0"

GARAGE
10'-6" x 19'-0"

GARAGE
10'-6" x 19'-0"

GARAGE
10'-6" x 19'-0"

GARAGE
10'-6" x 19'-0"

9' X 7' HIGH OVHD. 
DOOR TYP.

3'-0" x 6'-10" H.M.
 DOOR  & FRAME

70'-0"

T TT V T T T

ROOF ABOVE

3

1

ALUMINUM GUTTER 
& DOWNSPOUT 

3

ALUMINUM GUTTER 
& DOWNSPOUT 

3

1

ALUMINUM GUTTER 
& DOWNSPOUT 

3'
-4
"

3

1

ALUMINUM GUTTER 
& DOWNSPOUT 

2'-8"

3'
-4
"

3

1

ALUMINUM GUTTER 
& DOWNSPOUT 

3

ALUMINUM GUTTER 
& DOWNSPOUT 

CHARCOAL COLORED BRICK1

CEMENTITIOUS LAP SIDING PAINTED BLACK2

CEMENTITIOUS LAP SIDING PAINTED BROWN3

CEMENTITIOUS LAP SIDING PAINTED WHITE4

STUCCO PAINTED BLACK5

STUCCO PAINTED WHITE6

NICHIHA - VINTAGE WOOD7

EXTERIOR MATERIAL LEGEND
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ELEVATIONS
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 1/4" = 1'-0"2 GARAGE SLAB PLAN

 1/4" = 1'-0"4 GARAGE FLOOR PLAN

 1/4" = 1'-0"1 ACCESSIBLE GARGE SLAB PLAN

 1/4" = 1'-0"3 ACCESSIBLE GARGE FLOOR PLAN

 1/4" = 1'-0"6 DETACHED GARAGE FRONT

 1/4" = 1'-0"8 DETACHED GARAGE REAR

 1/4" = 1'-0"5 DETACHED GARAGE - ACC FRONT

 1/4" = 1'-0"9 DETACHED GARAGE LEFT SIDE
 1/4" = 1'-0"10 DETACHED GARAGE RIGHT SIDE

 1/4" = 1'-0"7 DETACHED GARAGE - ACC REAR

Jfrogge
RELEASE FOR CONSTRUCTION



RIGHT ELEVATION

FRONT ELEVATION

BACK ELEVATION

LEFT ELEVATION

SECTION A

PLAN

CAST STONE CAP TO MATCH ARCH., 3" THICK,
1.5" OVERHANG BOTH SIDES, PIN IN PLACE,

SLOPED SLIGHTLY FOR DRAINAGE, SILICONE
SEAL ALL JOINTS, COLOR TO MATCH ARCH.

EPDM THRU WALL
FLASHING WITH METAL

DRIP EDGE, TYP.
THIN BRICK VENEER TO

MATCH ARCH. HOLD 2"
ABOVE GRADE, TYP.

FINISHED GRADE, SEE CIVIL
FINISHED GRADE, SEE CIVIL

REINF. CMU WALL, SEE STRUCT.

REINF. CONC.
WALL FDTN. &
FTG. SEE STRUCT.

FINISHED GRADE, SEE CIVIL

REINF. CMU WALL, SEE STRUCT.

(BY OTHERS)
(BY OTHERS)

THIN BRICK VENEER
TO MATCH ARCH., TYP.

EXP. JOINT
AROUND

PERIMETER

CONTROL JOINT

6" REINF. CONC.
SLAB, SEE CIVIL

EXP. JNT.

PR
. 6

'-0
" W

Dx
8'-

0"
 H

T.
 G

AT
ES

W
/

4"
x3

"x
5 __ 16

" S
TL

. T
UB

E
FR

AM
E 

& 
ME

TA
L P

AN
EL

FA
CI

NG

CONC. CURB PER CIVIL

PROVIDE 6" DP. STD. PIPE
SLEEVES IN CONC. FOR CANE

BOLTS FOR OPEN AND
CLOSED GATE POSITIONS,

BOTH SIDES

PROVIDE 6" DP. STD. PIPE
SLEEVES IN CONC. FOR CANE

BOLTS FOR OPEN AND
CLOSED GATE POSITIONS,

BOTH SIDES

REINF. CONC.
APPROACH PAD

PER CIVIL

DOOR TO COMPACTOR,
PER TRASH SERVICE
PROVIDER

SIDEWALK PER CIVILMETAL
HANDRAIL PER
CIVIL

REINF. CONC. FTG. BELOW,
SEE STRUCT.

CONC. FILLED STEEL
BOLLARDS
REINF. CONC. FDTN.
BELOW, SEE STRUCT.

CAST STONE CAP TO MATCH ARCH.,
3" THICK, 1.5" OVERHANG BOTH
SIDES, PIN IN PLACE, SLOPED
SLIGHTLY FOR DRAINAGE, SILICONE
SEAL ALL JOINTS, COLOR TO MATCH
ARCH.

CMU WALL W/ THIN BRICK
VENEER TO MATCH ARCH.

FINISHED GRADE, SEE CIVIL

ANCHOR GATE POST TO CONC. WALL PER STRUCT.

PR. 6'-0" WD x 8'-0" HT. GATES W/ 4"x3"x 5__
16" STL. TUBE FRAME & METAL PANEL FACING

CONC. CURB PER CIVIL

6"~ x 11'-9"H. CONC. FILLED PIPE
BOLLARD C.I.P. AS DIMENSIONED.

42" MIN. INTO FTG. W/  #4 HORZ.
"STIRRUPS" @ 12" O.C., TYP.

T/CMU
WALL

FINISHED
GRADE, SEE CIVIL

SLOPE TOP
TO DRAIN
RIENF. CONC.
WALL FDTN. &
FTG., SEE STRUCT.

CMU BLOCKING AS REQ'D TO
SUPPORT THIN BRICK VENEER, SEE
STRUCT.

HASP
TYPE
LATCH(2) CANE BOLTS -

PROVIDE 6" DP.
STD. PIPE
SLEEVES IN CONC.
TWO PER SIDE,
SEE PLAN

HASP TYPE
LATCH

REINF. CONC. FTG. FOR
GATE POST, SEE STRUCT.

(2) CANE BOLTS -
PROVIDE 6" DP. STD.
PIPE SLEEVES IN CONC.
TWO PER SIDE, SEE
PLAN

CAST STONE CAP TO MATCH ARCH.,
3" THICK, 1.5" OVERHANG BOTH
SIDES, PIN IN PLACE, SLOPED
SLIGHTLY FOR DRAINAGE, SILICONE
SEAL ALL JOINTS, COLOR TO MATCH
ARCH.

EPDM THRU WALL FLASHING
WITH METAL DRIP EDGE, TYP.

EPDM THRU WALL FLASHING
WITH METAL DRIP EDGE, TYP.

T/CMU
WALL

REINF. CMU WALL WITH
THIN BRICK VENEER TO

MATCH CLUB, SEE STRUCT.

FINISHED GRADE
(BEYOND), SEE

CIVIL

REINF. CONC.
FTG., SEE
STRUCT.

METAL HANDRAIL,
SEE CIVIL

FINISHED GRADE,
SEE CIVIL

CAST STONE CAP TO MATCH ARCH.,
3" THICK, 1.5" OVERHANG BOTH
SIDES, PIN IN PLACE, SLOPED
SLIGHTLY FOR DRAINAGE, SILICONE
SEAL ALL JOINTS, COLOR TO MATCH
ARCH.EPDM THRU WALL FLASHING
WITH METAL DRIP EDGE, TYP.

REINF. CMU WALL WITH THIN
BRICK VENEER (ABOVE

FINISHED GRADE), SEE STRUCT.

ANCHOR GATE POST TO CONC.
WALL PER STRUCT.

T/CMU
WALL

REINF. CONC. FDTN.
& FTG., SEE
STRUCT.

CAST STONE CAP TO MATCH ARCH.,
3" THICK, 1.5" OVERHANG BOTH
SIDES, PIN IN PLACE, SLOPED
SLIGHTLY FOR DRAINAGE, SILICONE
SEAL ALL JOINTS, COLOR TO MATCH
ARCH.EPDM THRU WALL FLASHING
WITH METAL DRIP EDGE, TYP.

T/CMU WALL

SLOPE

FINISHED GRADE,
SEE CIVIL

FINISHED GRADE (BEYOND)

REINF. CMU WALL WITH THIN
BRICK VENEER TO MATCH

CLUB, SEE STRUCT.

REINF. CONC. FDTN.
& FTG., SEE
STRUCT.

METAL HANDRAIL,
SEE CIVIL

FINISHED GRADE,
SEE CIVIL

PR. 5'-6" WD x 8'-0" HT. GATES W/ 4"x3"x 5__
16" STL. TUBE FRAME & METAL PANEL FACING

PR
. 5

'-6
" W

D 
x 8

'-0
" H

T.
 G

AT
ES

 W
/

4"
x3

"x
5 __ 16

" S
TL
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&
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11
'-4
"

C
O
N
TR
AC
TO
R
 T
O
 V
ER
IF
Y

W
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H
 L
O
C
AL
 T
R
AS
H
 S
ER
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C
E

3'
-6
"

4'-4" 6'-0"

8'
-0
"

12'-0" CLR. OPENING

15'-0"
CONTRACTOR TO VERIFY
WITH LOCAL TRASH SERVICE

11
'-4
"

11
'-5
"

15'-0"
CONTRACTOR TO VERIFY WITH
LOCAL TRASH SERVICE

15'-0"
CONTRACTOR TO VERIFY
WITH LOCAL TRASH SERVICE

35'-7"
CONTRACTOR TO VERIFY WITH LOCAL TRASH SERVICE

35'-8"
CONTRACTOR TO VERIFY WITH LOCAL TRASH SERVICE

11
'-4
"

8'
-9
"

12'-9"
CONTRACTOR TO VERIFY
WITH LOCAL TRASH SERVICE

12'-9"
CONTRACTOR TO VERIFY WITH
LOCAL TRASH SERVICE
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'-4
"

C
O
N
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AC
TO
R
 T
O
 V
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IF
Y

W
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H
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O
C
AL
 T
R
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H
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C
E

12'-9"
CONTRACTOR TO VERIFY
WITH LOCAL TRASH SERVICE

13
'-4
"

7"

37'-4"
CONTRACTOR TO
VERIFY WITH LOCAL
TRASH SERVICE

8"

6'-0"4'-4"
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-1
2'
-6
" O
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15
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N
TR
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" C
LR
. O
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10
"

15'-3"11'-9"

1'-4" SQ.

+/- 8'-8"

3"

10'-0"
CONTRACTOR TO VERIFY
WITH LOCAL TRASH SERVICE
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1'-8"

1'
-6
"

10'-1"1'
-7
"

5'
-0
"

2"

Compactor
Trash

Container
Trash

Re
cy
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 T
ra
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Co
nta
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r, 
Se
e S
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 P
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A/
A8
.1
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A/
A8
.1
0

A/
A8
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0

LEFT ELEVATION

RIGHT ELEVATION

BAC
K ELEVATIO

N

FR
O
N
T ELEVATIO

N

15
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"

12
'-9
"

1'-8" 10'-0" 15'-3" 4'-4" 6'-0"

11
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10
"
7"

12
'-6
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7"
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A8.01
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10'-1"

12
'-0
" C
LR
. O
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N
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37'-4"

11
'-0
" C
LR
. O
PE
N
IN
G

13
'-4
"

1'
-6
"

1'
-7
"

1'-4"  SQ.

PROVIDE 6'-0" WD X 8'-0" HT. GATES W. 4" 
X 3" X 5/16" STEEL TUBE FRAMING & 
METAL PANEL FACING

PROVIDE 5'-6" WD X 8'-0" HT. GATES W. 4" 
X 3" X 5/16" STEEL TUBE FRAMING & 
METAL PANEL FACING

PROVIDE 6" DEEP STD. PIPE SLEEVES IN 
CONCRETE FOR CANE BOLTS FOR OPEN 
AND CLOSED GATE POSITIONS, BOTH 
SIDES

PROVIDE 6" DEEP STD. PIPE SLEEVES IN 
CONCRETE FOR CANE BOLTS FOR OPEN 
AND CLOSED GATE POSITIONS, BOTH 
SIDES

COMPACTOR 
TRASH

(BY OTHERS)

CONTAINER 
TRASH

(BY OTHERS)

DOOR TO COMPACTOR, PER TRASH 
SERVICE PROVIDER

RE
CY

CL
E 

OR
 T

RA
SH

 C
ON

TA
IN

ER
, S

EE
 

SI
TE

 P
LA

N

CONC. FILLED STEEL BOLLARDS

REINF. CONC. FDTN. BELOW, SEE 
STRUCT.

METAL HANDRAIL PER 
CIVIL

SIDEWALK PER 
CIVIL

CONTROL JOINT

6" REINF. CONCRETE SLAB, 
SEE CIVIL

THIN BRICK VENEER TO MATCH 
ARCH., TYP

CONTRACTOR TO VERIFY WITH LOCAL 
TRASH SERVICE

CO
NT

RA
CT

OR
 T

O 
VE

RI
FY

 W
IT

H 
LO

CA
L 

TR
AS

H 
SE

RV
IC

E
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NT
RA
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OR
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 W

IT
H 

LO
CA

L 
TR

AS
H 

SE
RV
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E

3
A-8022

A-802

4
A-802

5
A-802

8'
-9
"

PROVIDE 6'-0" WD X 8'-0" HT. GATES W. 4" 
X 3" X 5/16" STEEL TUBE FRAMING & 
METAL PANEL FACING

PROVIDE 5'-6" WD X 8'-0" HT. 
GATES W. 4" X 3" X 5/16" STEEL 
TUBE FRAMING & METAL PANEL 
FACING

6" X 11'-9" H. CONC. FILLED PIPE 
BOLLARD C.I.P AS DIMENSIONED, 42" 
MIN. INTO FTG. W/ #4 HORZ. "STIRRUPS" 
@ 12" O.OC., TYP.

CONC. CURB PER CIVIL

11
'-4
"

CAST STONE CAP TO MATCH ARCH., 3" THICK, 1.5" 
OVERHANG BOTH SIDES, PIN IN PLACE, SLOPED 
SLIGHTLY FOR DRAINAGE, SILICONE SEAL ALL JOINTS, 
COLOR TO MATCH ARCH. 

EPDM THRU WALL FLASHING WITH METAL DRIP EDGE, 
TYP. 

THIN BRICK VENEER TO MATCH ARCH. HOLD 2" 
ABOVE GRADE, TYP.

FINISHED GRADE, SEE CIVIL

HASP TYPE LATCH

(2) CANE BOLTS- PROVIDE 6" 
DP. STD. PIPE SLEEVES IN 
CONC. TWO PER SIDE, SEE 
PLAN

CMU BLOCKING AS REQ'D TO 
SUPPORT THIN BRICK VENEER, 
SEE STRUCT.

SLOPE TOP TO 
DRAIN

REINF. CONC. WALL FDTN. 
& FTG., SEE STRUCT.

HASP TYPE 
LATCH

REINF. CONC. WALL FDTN. 
& FTG., SEE STRUCT.

ANCHOR GATE POST TO CONC. WALL PER STRUCT.

11
'-4
"

CAST STONE CAP TO MATCH ARCH., 3" THICK, 1.5" 
OVERHANG BOTH SIDES, PIN IN PLACE, SLOPED 
SLIGHTLY FOR DRAINAGE, SILICONE SEAL ALL JOINTS, 
COLOR TO MATCH ARCH. 

EPDM THRU WALL FLASHING WITH METAL DRIP EDGE, 
TYP. 

THIN BRICKVENEER TO MATCH ARCH. HOLD 2" ABOVE 
GRADE, TYP.

FINSIHED GRADE, SEE CIVILFINSIHED GRADE (BEYOND), 
SEE CIVIL

REINF. CONC. FTG., SEE 
STRUCT.

REINFORCED CMU WALL WITH 
THIN BRICK VENEER TO MATCH 

CLUB, SEE STRUCT.

METAL HANDRAIL, 
SEE CIVIL

7'
-4
"

REINFORCED CMU WALL WITH THIN 
BRICK VENEER TO MATCH CLUB

CAST STONE CAP TO MATCH ARCH., 3" THICK, 
1.5" OVERHANG BOTH SIDES, PIN IN PLACE, 
SLOPED SLIGHTLY FOR DRAINAGE, SILICONE 
SEAL ALL JOINTS, COLOR TO MATCH ARCH. 

REINF. CONC. FDTN. & FTG., 
SEE STRUCT.

11
'-4
"

SLOPE

FINISH GRADE (BEYOND)

FINISH GRADE, SEE CIVIL 3'
-6
"

4'-4"
REINFORCED CMU WALL WITH THIN 

BRICK VENEER TO MATCH CLUB

CAST STONE CAP TO MATCH ARCH., 3" THICK, 1.5" 
OVERHANG BOTH SIDES, PIN IN PLACE, SLOPED 
SLIGHTLY FOR DRAINAGE, SILICONE SEAL ALL JOINTS, 
COLOR TO MATCH ARCH. 

EPDM THRU WALL FLASHING WITH METAL DRIP EDGE, 
TYP. 

THIN BRICKVENEER TO MATCH ARCH. HOLD 2" ABOVE 
GRADE, TYP.

FINISHED GRADE, SEE CIVIL

11
'-4
"

ANCHOR GATE POST TO CONC. WALL 
PER STRUCT.

REINF. CONC. FDTN. & FTG., 
SEE STRUCT.

15'-0" 12'-9"CAST STONE CAP TO MATCH ARCH., 3" THICK, 1.5" 
OVERHANG BOTH SIDES, PIN IN PLACE, SLOPED 
SLIGHTLY FOR DRAINAGE, SILICONE SEAL ALL JOINTS, 
COLOR TO MATCH ARCH. 

EPDM THRU WALL FLASHING WITH METAL DRIP EDGE, 
TYP. 

THIN BRICKVENEER TO MATCH ARCH. HOLD 2" ABOVE 
GRADE, TYP.

REINFORCED CMU WALL, SEE STRUCT.

FINISHED GRADE, SEE CIVIL

11
'-4
"

6"

FINSIHED GRADE, SEE CIVIL

REINF. CONC. WALL FDTN. & FTG. 
SEE STRUCT.

FINISHED GRADE, SEE CIVIL
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 1/4" = 1'-0"1 TRASH ENCLOSURE FLOOR PLAN

 1/4" = 1'-0"2 FRONT ELEVATION
 1/4" = 1'-0"3 BACK ELEVATION

 1/4" = 1'-0"4 LEFT ELEVATION  1/4" = 1'-0"5 RIGHT ELEVATION

 1/4" = 1'-0"6 SECTION
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