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DOMESTIC WATER LINE

ACCORDING TO THE MISSOURI DEPARTMENT OF
NATURAL RESOURCES GIS MAP, NO EXISTING OIL
AND GAS WELLS ARE LOCATED ON SITE.

EXISTING FIRE HYDRANT
8" WATER LINE EXTENSION

EXISTING GRADE
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INSTALL NEW FIRE
HYDRANT

8x8 TEE AND VALVE

CUT-IN WATER MAIN FOR
DOMESTIC WATER SUPPLY

PROPOSED 2" DOMESTIC
WATER LINE (SEE DWG.
C-3 FOR CONTINUATION)

EXISTING DITCH

EXISTING CONCRETE
FLUME

EXISTING CONC. FLUME
EXISTING DITCH

TAP WATER MAIN FOR
DOMESTIC 2" WATER SUPPLY

DIRVEWAY

WATER MAIN

EXISTING 6" WATER MAIN
(DEPTH UNKNOWN)

EXISTING 6" WATER MAIN
(CONTRACTOR TO LOCATE AND VERIFY
DEPTH PRIOR TO CONSTRUCTION)

CONTRACTOR SHALL COORDINATE
WITH CITY OF LEE'S SUMMIT FOR TAP
INTO EXISTING WATER LINE

CONTRACTOR SHALL VERIFY EXIST. WATER
LINE SIZE. IF A 6 INCH EXISTS, CONTRACTOR
SHALL REMOVE ENTIRE LENGTH OF
EXISTING 6" WATER MAIN AND REPLACE IT
WITH A NEW 8" WATER MAIN.

1. ALL FILL MATERIAL IS TO BE IN PLACE AND COMPACTED BEFORE INSTALLATION OF PROPOSED UTILITIES.
2. ALL SEWER UTILITY WORK SHALL BE DONE TO THE CITY OF LEE'S SUMMIT STANDARDS AND SPECIFICATIONS.

ALL WATER UTILITY WORK SHALL BE DONE TO LEE'S SUMMIT WATER UTILITIES STANDARDS AND SPECIFICATIONS.
ALL ELECTRICAL UTILITY WORK SHALL BE DONE IN ACCORDANCE WITH LOCAL STANDARDS AND SPECIFICATIONS.
ALL GAS UTILITY WORK SHALL BE DONE TO LOCAL GAS STANDARDS AND SPECIFICATIONS.

3. CONTRACTOR SHALL NOTIFY THE UTILITY AUTHORITIES INSPECTORS 72 HOURS BEFORE CONNECTING TO ANY
EXISTING LINE.  CONTRACTOR SHALL VERIFY HORIZONTAL AND VERTICAL LOCATION OF ALL EXISTING UTILITIES
PRIOR TO CONSTRUCTION.

4. WATER LINES SHALL BE AS FOLLOWS:
· WATER SERVICE LINES GREATER THAN 1", BUT LESS THAN 4"

A. FROM THE CITY'S MAIN TO THE CURB VALVE SHALL BE FLEXIBLE OR RIGID TYPE "K" COPPER.
B. FROM THE CURB VALVE TO 4' BEYOND THE METER WELL SHALL BE FLEXIBLE OR RIGID TYPE "K" OR "L"

COPPER. ALSO, COPPER MUST BE USED OUTSIDE THE BUILDING WALL OF THE PREMISES SERVED, A
MINIMUM OF 10'

· 8" PUBLIC WATER MAIN
A. 8" C900 DR 18

· MINIMUM TRENCH WIDTH SHALL BE 2 FEET.
· 7.ON COPPER WATER SERVICE LINE, JOINTS (EXCLUDING JOINTS ON PRE-PURCHASED "METER SETTER") SHALL

BE FLARED, COMPRESSION, OR BRAZED. USE OF ANY OTHER TYPE OF JOINT IS PROHIBITED, UNLESS
SPECIFICALLY AUTHORIZED IN WRITING BY THE CITY.

· ALL WATER AND SANITARY SEWER UTILITIES SHOULD MAINTAIN A MINIMUM TEN (10') OF HORIZONTAL
SEPARATION OR, WHEN CROSSING, 18" OF VERTICAL SEPARATION (OUTSIDE EDGE OF PIPE TO OUTSIDE EDGE OF
PIPE).

· CONTRACTOR SHALL MAINTAIN A MINIMUM OF 4'-0" COVER ON ALL WATERLINES.
· IN THE EVENT OF A VERTICAL CONFLICT BETWEEN WATER LINES, SANITARY LINES, STORM LINES AND GAS LINES

(EXISTING AND PROPOSED), THE SANITARY LINE SHALL BE DUCTILE IRON PIPE WITH MECHANICAL JOINTS AT
LEAST 10 FEET ON BOTH SIDES OF CROSSING, THE WATER LINE SHALL HAVE MECHANICAL JOINTS WITH
APPROPRIATE THRUST BLOCKING AS REQUIRED TO PROVIDE A MINIMUM OF 18" CLEARANCE. MEETING
REQUIREMENTS OF ANSI A21.10 OR ANSI 21.11 (AWWA C-151) (CLASS 50).

· LINES UNDERGROUND SHALL BE INSTALLED, INSPECTED AND APPROVED BEFORE BACKFILLING.
· TOPS OF EXISTING MANHOLES SHALL BE ADJUSTED AS NECESSARY TO BE FLUSH WITH PROPOSED PAVEMENT

ELEVATIONS.  IN UNPAVED AREAS, EXISTING MANHOLE TOPS SHALL BE 6" ABOVE FINISHED GROUND ELEVATIONS
AND CONTAIN WATER TIGHT LIDS.

· ALL CONCRETE FOR ENCASEMENTS SHALL HAVE A MINIMUM 28 DAY COMPRESSION STRENGTH AT 3000 P.S.I.
· REFER TO ARCHITECTURAL AND MEP DRAWINGS FOR EXACT BUILDING TIE-IN LOCATIONS OF ALL UTILITIES.
· CONTRACTOR IS RESPONSIBLE FOR COMPLYING TO THE SPECIFICATIONS OF THE LOCAL AUTHORITIES WITH

REGARDS TO MATERIALS AND INSTALLATION OF THE WATER AND SEWER LINES.
· THE CONTRACTOR IS SPECIFICALLY CAUTIONED THAT THE LOCATION AND/OR ELEVATION OF EXISTING UTILITIES

AS SHOWN ON THESE PLANS IS BASED ON RECORDS OF THE VARIOUS UTILITY COMPANIES, AND WHERE
POSSIBLE, MEASUREMENTS TAKEN IN THE FIELD. THE INFORMATION IS NOT TO BE RELIED ON AS BEING EXACT
OR COMPLETE. THE CONTRACTOR MUST CALL THE APPROPRIATE UTILITY COMPANIES AT LEAST 72 HOURS
BEFORE ANY EXCAVATION TO REQUEST EXACT FIELD LOCATION OF UTILITIES. IT SHALL BE THE RESPONSIBILITY
OF THE CONTRACTOR TO RELOCATE ALL EXISTING UTILITIES WHICH CONFLICT WITH THE PROPOSED
IMPROVEMENTS SHOWN ON THE PLANS.

· CONTRACTOR IS RESPONSIBLE FOR ALL NECESSARY INSPECTIONS AND/OR CERTIFICATIONS REQUIRED BY
CODES AND/OR UTILITY SERVICE COMPANIES. THIS AND THE FINAL CONNECTIONS OF THE SERVICE SHALL BE
COMPLETED 30 DAYS PRIOR TO BUILDING OCCUPANCY.

· CONTRACTOR SHALL COORDINATE WITH ALL UTILITY COMPANIES FOR INSTALLATION REQUIREMENTS AND
SPECIFICATIONS.

· REFER TO BUILDING PLANS FOR SITE LIGHTING ELECTRICAL PLAN.
· CONTRACTOR SHALL COORDINATE WITH THE CITY OF LEE'S SUMMIT PUBLIC WORKS FOR TIE-IN LOCATIONS TO

PUBLIC UTILITIES PRIOR TO COMMENCEMENT OF WORK.
· EXISTING PUBLIC WATER LINE SHOWN IS BASED ON APPROXIMATE LOCATION PER MAP PROVIDED BY LEE'S

SUMMIT WATER UTILITIES, EXACT SIZE AND LOCATION SHALL BE VERIFIED PRIOR TO START OF CONSTRUCTION.
ENGINEER SHALL BE NOTIFIED OF ANY DISCREPANCIES.

· TOPOGRAPHIC INFORMATION IS TAKEN FROM A TOPOGRAPHIC SURVEY BY McCLURE DATED 13 SEPTEMBER 2023.
IF THE CONTRACTOR DOES NOT ACCEPT EXISTING TOPOGRAPHY AS SHOWN ON THE PLANS, WITHOUT
EXCEPTION, THEN THE CONTRACTOR SHALL SUPPLY, AT THEIR EXPENSE, A TOPOGRAPHIC SURVEY BY A
REGISTERED LAND SURVEYOR TO THE OWNER FOR REVIEW.

UTILITY NOTES

±20.0'
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