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The Contractor shall carry out the Work in accordance with the following supplemental instructions without change in Contract Sum or 
Contract Time.  Proceeding with the Work in accordance with these instructions indicates your acknowledgment that there will be no 
change in the Contract Sum or Contract Time.   
 
 
Description: Structural steel changes related to precast concrete coordination 
 
ARCHITECTURAL 
 

1. Sheet A-203 
a. Modified precast opening on elevation A6 

 
PLUMBING 
 

1. P-403 – Enlarged Lower Level Water Plans 
a. ADDED pressure reducing valve at water entry 

2. P-501 – Plumbing Details 
a. ADDED pressure reducing valve and additional pressure gauge to detail 1. 

3. P-601 – Plumbing Schedules 
a. ADDED water pressure reducing valve schedule. 
b. REVISED pressure reducing valve schedule to be specific to natural gas. 

 
 
   
Attachments: A-203, P-403, P-501, P-601 
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