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This drawing has been prepared by the Engineer, or under his supervision.  This drawing is provided as
an instrument of service by the Designer/Engineer and is intended for use on this project only.  Pursuant
to the Architectural Works Copyright Protection Act of 1990, all drawings, specifications, ideas and
designs, including the overall form, arrangement and composition of spaces and elements appearing
herein, constitute the original, copyrighted work of the Designer/Engineer.  Any reproduction, use, or
disclosure of information contained herein without prior written consent of the Engineer is strictly
prohibited.  © 2023 BC Engineers, Inc.
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LIGHT FIXTURE SCHEDULE

MARK
N0.

MANUFACTURER &
CATALOG NUMBER

VOLTS
WATTS

LIGHT
SOURCE

DESCRIPTION
EQUIVALENT

MANUFACTURERS

P1
LITHONIA
RSX1-LED-P2-30K-R3-
MVOLT-RPA

UNV
73 W

LED
8959 LUM
3000 K

14'-6" POLE LIGHT MOUNTED ON 6" POLE BASE
WITH TYPE III OPTICS.  REFERENCE POLE BASE
DETAIL ON THIS SHEET.

HUBBELL
LITHONIA
OR EQUAL

P2

LITHONIA
RSX1-LED-P4-30K-R5-
MVOLT-RPA

UNV
134 W

LED
15287 LUM
3000 K

14'-6" POLE LIGHT MOUNTED ON 6" POLE BASE,
UNLESS NOTED OTHERWISE,  WITH  TYPE V
SQUARE OPTICS.  REFERENCE POLE BASE DETAIL
ON THIS SHEET.

HUBBELL
LITHONIA
OR EQUAL

STATISTICAL AREA SUMMARY

AREA AVG FC MAX FC MIN FC MAX/MIN AVG/MIN

PARKING LOT 1.7 5.9 0.4 14.8 4.3

EQUALLY SPACED TO
8 #6 VERT BARS 

4000 LB CONCRETE

PVC CONDUIT THRU BASE

SCALE: NONE
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6'-0

"

3" CLEAR COVER (TYP.)

12"O.C. VERT.
#3 TIE BARS @

(TYPICAL)

6
"

3"

3/4"

@12" O.C. VERT.

MISS CONDUITS

#3 TIE BARS

HAND HOLE
ON GROUND LUG INSIDE POLE
TERMINATE 1#6 BARE COPPER

GROUND CLAMP

1#6 BARE COPPER

COPPERCLAD
GROUND ROD

2
4
" 
M

IN
.

IN CONDUIT

24"

4'-0" up to 20'-0" POLE
6'-0" up to 30'-0" POLE
8'-0" up to 40'-0" POLE

ENTIRE DEPTH OF PIER

ENTIRE DEPTH OF PIER

BOLT LENGTH & DIAMETER AS
REQUIRED BY POLE
MANUFACTURER.  BOLT SPACING
AS REQUIRED TO FIT BASE BOLT
CIRCLE.

3 #4 BARS
WITHIN TOP

1'-0" OF PIER

LITHONIA MODEL RSA-14-6-4C-DM19AS

P2

P2

P1

P1

P2

P2
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P2

P1

P1

P2P2

P1
P1

P2

P2

SCALE: 1" = 30'-0"
SITE PHOTOMETRIC PLAN

LIGHTING PLAN NOTES:
THIS FIXTURE ONLY SHALL BE PROVIDED WITH A 3'-0" POLE BASE FROM GRADE AND
A 12'-0" POLE.
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