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Company : BDC Aug 6, 2019
2:41 PMDes igner : MJ F / R MH

Job Number : DIMIN1916 Checked By:_____
Model Name : Academy Bank ITM Shelter

Bas ic  Load Cases
BLC Description Category X Gravi...Y  Gravi...Z G ravity Joint Point Distrib... Area(M...Surfac...

1 Dead Load DL -1 1
2 Live Load LL 1
3 Wind Load X WLX 2
4 Wind Load Z WLZ 1
5 Seismic Load X ELX
6 Seismic Load Z ELZ
7 0, LC -A None 2
8 0, LC -B None 2
9 180, LC-A None 2
10 180, LC-B None 2
11 BLC 1 Transient Area Loads None 22
12 BLC 2 Transient Area Loads None 22
13 BLC 4 Transient Area Loads None 40
14 BLC 9 Transient Area Loads None 23
15 BLC 10 Transient Area Loads None 23
16 BLC 7 Transient Area Loads None 23
17 BLC 8 Transient Area Loads None 23

Load Combinations
Des cription Solve PDelta SRSSB...Fa...BLC Fa... BLC Fa... BLC Fa...B...Fa...B...Fa...B...Fa...B...Fa...B...Fa...B...Fa...

1 DL Yes Y DL 1
2 DL + LL Yes Y DL 1 LL 1
3 DL + 0.6WLX Yes Y DL 1 WLX .6
4 DL + 0.6W LZ (180, LC-A) Yes Y DL 1 WLZ .6 9 .6
5 DL + 0.6W LZ (180, LC-B) Yes Y DL 1 WLZ .6 10 .6
6 DL - 0.6WLX Yes Y DL 1 WLX -.6
7 DL - 0.6WLZ (0, LC-A) Yes Y DL 1 WLZ -.6 7 .6
8 DL - 0.6WLZ (0, LC-B) Yes Y DL 1 WLZ -.6 8 .6
9 DL + 0.75LL + 0.75(0.6... Yes Y DL 1 LL .75 WLX .45
10 DL + 0.75LL + 0.75(0.6... Yes Y DL 1 LL .75 WLZ .45 9 .45
11 DL + 0.75LL + 0.75(0.6... Yes Y DL 1 LL .75 WLZ .45 10 .45
12 DL + 0.75LL - 0.75(0.6... Yes Y DL 1 LL .75 WLX -.45
13 DL + 0.75LL - 0.75(0.6... Yes Y DL 1 LL .75 WLZ -.45 7 .45
14 DL + 0.75LL - 0.75(0.6... Yes Y DL 1 LL .75 WLZ -.45 8 .45
15 0.6DL + 0.6WLX Yes Y DL .6 WLX .6
16 0.6DL + 0.6WLZ (180, L...Yes Y DL .6 WLZ .6 9 .6
17 0.6DL + 0.6WLZ (180, L...Yes Y DL .6 WLZ .6 10 .6
18 0.6DL - 0.6WLX Yes Y DL .6 WLX -.6
19 0.6DL - 0.6WLZ (0, LC-A) Yes Y DL .6 WLZ -.6 7 .6
20 0.6DL - 0.6WLZ (0, LC-B) Yes Y DL .6 WLZ -.6 8 .6
21 1.4DL Y DL 1.4
22 1.2DL + 1.6LL Y DL 1.2 LL 1.6
23 1.2DL + 0.5WLX Y DL 1.2 WLX .5
24 1.2DL - 0.5WLX Y DL 1.2 WLX -.5
25 1.2DL + 0.5WLZ (180, L... Y DL 1.2 WLZ .5 9 .5
26 1.2DL + 0.5WLZ (180, L... Y DL 1.2 WLZ .5 10 .5
27 1.2DL - 0.5WLZ (0, LC-A) Y DL 1.2 WLZ -.5 7 .5
28 1.2DL - 0.5WLZ (0, LC-B) Y DL 1.2 WLZ -.5 8 .5
29 1.2DL + WLX + LL Y DL 1.2 LL 1 WLX 1
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Job Number : DIMIN1916 Checked By:_____
Model Name : Academy Bank ITM Shelter

Load Combinations  (Continued)
Des cription Solve PDelta SRSSB...Fa...BLC Fa... BLC Fa... BLC Fa...B...Fa...B...Fa...B...Fa...B...Fa...B...Fa...B...Fa...

30 1.2DL - WLX + LL Y DL 1.2 LL 1 WLX -1
31 1.2DL + W LZ + LL (180,... Y DL 1.2 LL 1 WLZ 1 9 1
32 1.2DL + W LZ + LL (180,... Y DL 1.2 LL 1 WLZ 1 10 1
33 1.2DL - WLZ + LL (0, L... Y DL 1.2 LL 1 WLZ -1 7 1
34 1.2DL - WLZ + LL (0, L... Y DL 1.2 LL 1 WLZ -1 8 1
35 0.9DL + WLX Y DL .9 WLX 1
36 0.9DL - WLX Y DL .9 WLX -1
37 0.9DL + W LZ (180, LC-A) Y DL .9 WLZ 1 9 1
38 0.9DL + W LZ (180, LC-B) Y DL .9 WLZ 1 10 1
39 0.9DL - WLZ (0, LC-A) Y DL .9 WLZ -1 7 1
40 0.9DL - WLZ (0, LC-B) Y DL .9 WLZ -1 8 1

Hot Rolled Steel Design Parameters
Label Shape Length[in] Lbyy[in] Lbzz[in] Lcomp top[i...Lcomp bot[i...L-torq... Kyy Kzz Cb Function

1 M1 W10x22 126 Lateral
2 M2 W10x22 126 Lateral
3 M3 W8x21 126.025 Lbyy Lateral
4 M4 W8x21 126.025 Lbyy Lateral
5 M5 C8x11.5 92 Lbyy Lateral
6 M6 C8x11.5 92 Lbyy Lateral
7 M7 HSS2.5X2.... 92 Lbyy Lateral
8 M8 HSS2.5X2.... 92 Lbyy Lateral
9 M9 HSS2.5X2.... 92 Lbyy Lateral
10 M10 HSS2.5X2.... 92 Lbyy Lateral
11 M11 HSS4x4x4 92 Lbyy Lateral
12 M12 HSS4x4x4 92 Lbyy Lateral
13 M13 HSS4x4x4 92 Lbyy Lateral
14 M14 HSS4x4x4 66.5 Lateral
15 M15 HSS4x4x4 66.5 Lateral

Member Area Loads  (BLC 1 : Dead Load)
Joint A Joint B Joint C Joint D Direction Distribution Magnitude[psf]

1 N3 N2 N5 N6 Y A-B -15

Member Area Loads  (BLC 2 : Live Load)
Joint A Joint B Joint C Joint D Direction Distribution Magnitude[psf]

1 N3 N2 N5 N6 Y A-B -25

Member Area Loads  (BLC 4 : Wind Load Z)
Joint A Joint B Joint C Joint D Direction Distribution Magnitude[psf]

1 N4 N5 N2 N1 Z Two Way 27

Member Area Loads  (BLC 7 : 0, LC-A)
Joint A Joint B Joint C Joint D Direction Distribution Magnitude[psf]

1 N3 N6 N12 N11 Y B-C 24.95
2 N11 N12 N5 N2 Y B-C 6.24
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Model Name : Academy Bank ITM Shelter

Member Area Loads  (BLC 8 : 0, LC-B)
Joint A Joint B Joint C Joint D Direction Distribution Magnitude[psf]

1 N11 N12 N6 N3 Y B-C -22.87
2 N2 N5 N12 N11 Y B-C -2.08

Member Area Loads  (BLC 9 : 180, LC-A)
Joint A Joint B Joint C Joint D Direction Distribution Magnitude[psf]

1 N6 N12 N11 N3 Y C -D 6.24
2 N11 N12 N5 N2 Y B-C 24.95

Member Area Loads  (BLC 10 : 180, LC-B)
Joint A Joint B Joint C Joint D Direction Distribution Magnitude[psf]

1 N3 N6 N12 N11 Y B-C -2.08
2 N11 N12 N5 N2 Y B-C -22.87

Member Dis tributed Loads  (BLC 3 : Wind Load X )
Member Label Direction S tart Magnitude[lb/ft,F,psf] End Magnitude[lb/...S tart Location[in,%] End Location[in,%]

1 M4 X -50 -50 0 0
2 M1 X -50 -50 0 0

Member Dis tributed Loads  (BLC 11 : BLC 1 Trans ient Area Loads)
Member Label Direction S tart Magnitude[lb/ft,F,psf] End Magnitude[lb/...S tart Location[in,%] End Location[in,%]

1 M5 Y -22.515 -22.515 2.665e-15 92
2 M6 Y -6.323 -10.71 0 18.4
3 M6 Y -10.71 -12.498 18.4 36.8
4 M6 Y -12.498 -12.287 36.8 55.2
5 M6 Y -12.287 -10.499 55.2 73.6
6 M6 Y -10.499 -6.536 73.6 92
7 M7 Y -41.265 -41.265 7.105e-15 92
8 M8 Y -62.994 -36.58 0 18.4
9 M8 Y -36.58 -34.901 18.4 36.8
10 M8 Y -34.901 -33.732 36.8 55.2
11 M8 Y -33.732 -34.75 55.2 73.6
12 M8 Y -34.75 -62.177 73.6 92
13 M9 Y -21.849 -24.839 0 18.4
14 M9 Y -24.839 -24.678 18.4 36.8
15 M9 Y -24.678 -25.71 36.8 55.2
16 M9 Y -25.71 -25.879 55.2 73.6
17 M9 Y -25.879 -20.842 73.6 92
18 M10 Y -21.228 -19.124 0 18.4
19 M10 Y -19.124 -16.507 18.4 36.8
20 M10 Y -16.507 -15.729 36.8 55.2
21 M10 Y -15.729 -18.348 55.2 73.6
22 M10 Y -18.348 -22.013 73.6 92

Member Dis tributed Loads  (BLC 12 : BLC 2 Trans ient Area Loads)
Member Label Direction S tart Magnitude[lb/ft,F,psf] End Magnitude[lb/...S tart Location[in,%] End Location[in,%]

1 M5 Y -37.526 -37.526 2.665e-15 92
2 M6 Y -10.538 -17.849 0 18.4
3 M6 Y -17.849 -20.829 18.4 36.8
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Member Dis tributed Loads  (BLC 12 : BLC 2 Trans ient Area Loads) (Continued)
Member Label Direction S tart Magnitude[lb/ft,F,psf] End Magnitude[lb/...S tart Location[in,%] End Location[in,%]

4 M6 Y -20.829 -20.478 36.8 55.2
5 M6 Y -20.478 -17.499 55.2 73.6
6 M6 Y -17.499 -10.894 73.6 92
7 M7 Y -68.776 -68.776 7.105e-15 92
8 M8 Y -104.99 -60.966 0 18.4
9 M8 Y -60.966 -58.168 18.4 36.8
10 M8 Y -58.168 -56.22 36.8 55.2
11 M8 Y -56.22 -57.916 55.2 73.6
12 M8 Y -57.916 -103.628 73.6 92
13 M9 Y -36.414 -41.399 0 18.4
14 M9 Y -41.399 -41.131 18.4 36.8
15 M9 Y -41.131 -42.85 36.8 55.2
16 M9 Y -42.85 -43.132 55.2 73.6
17 M9 Y -43.132 -34.737 73.6 92
18 M10 Y -35.38 -31.873 0 18.4
19 M10 Y -31.873 -27.512 18.4 36.8
20 M10 Y -27.512 -26.215 36.8 55.2
21 M10 Y -26.215 -30.58 55.2 73.6
22 M10 Y -30.58 -36.688 73.6 92

Member Dis tributed Loads  (BLC 13 : BLC 4 Trans ient Area Loads)
Member Label Direction S tart Magnitude[lb/ft,F,psf] End Magnitude[lb/...S tart Location[in,%] End Location[in,%]

1 M1 Z 1.255 25.865 0 25.2
2 M1 Z 25.865 29.672 25.2 50.4
3 M1 Z 29.672 18.738 50.4 75.6
4 M1 Z 18.738 16.06 75.6 100.8
5 M1 Z 16.06 11.544 100.8 126
6 M2 Z 1.348 24.468 0 25.2
7 M2 Z 24.468 28.279 25.2 50.4
8 M2 Z 28.279 18.865 50.4 75.6
9 M2 Z 18.865 15.275 75.6 100.8
10 M2 Z 15.275 8.868 100.8 126
11 M6 Z 5.752 6.358 0 18.4
12 M6 Z 6.358 6.662 18.4 36.8
13 M6 Z 6.662 6.662 36.8 55.2
14 M6 Z 6.662 6.358 55.2 73.6
15 M6 Z 6.358 5.752 73.6 92
16 M11 Z 3.317 53.95 0 18.4
17 M11 Z 53.95 109.916 18.4 36.8
18 M11 Z 109.916 108.385 36.8 55.2
19 M11 Z 108.385 52.119 55.2 73.6
20 M11 Z 52.119 3.317 73.6 92
21 M12 Z 8.191 21.494 0 18.4
22 M12 Z 21.494 51.479 18.4 36.8
23 M12 Z 51.479 51.519 36.8 55.2
24 M12 Z 51.519 21.534 55.2 73.6
25 M12 Z 21.534 8.154 73.6 92
26 M13 Z 22.449 53.157 0 18.4
27 M13 Z 53.157 69.623 18.4 36.8
28 M13 Z 69.623 69.312 36.8 55.2
29 M13 Z 69.312 53.436 55.2 73.6
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Member Dis tributed Loads  (BLC 13 : BLC 4 Trans ient Area Loads) (Continued)
Member Label Direction S tart Magnitude[lb/ft,F,psf] End Magnitude[lb/...S tart Location[in,%] End Location[in,%]

30 M13 Z 53.436 24.526 73.6 92
31 M14 Z 36.158 39.284 0 13.3
32 M14 Z 39.284 72.493 13.3 26.6
33 M14 Z 72.493 79.626 26.6 39.9
34 M14 Z 79.626 42.923 39.9 53.2
35 M14 Z 42.923 18.542 53.2 66.5
36 M15 Z 36.424 39.55 0 13.3
37 M15 Z 39.55 72.933 13.3 26.6
38 M15 Z 72.933 80.357 26.6 39.9
39 M15 Z 80.357 41.548 39.9 53.2
40 M15 Z 41.548 12.719 53.2 66.5

Member Dis tributed Loads  (BLC 14 : BLC 9 Trans ient Area Loads)
Member Label Direction S tart Magnitude[lb/ft,F,psf] End Magnitude[lb/...S tart Location[in,%] End Location[in,%]

1 M5 Y 9.366 9.366 6.217e-15 92
2 M7 Y 17.166 17.166 8.882e-15 92
3 M8 Y 7.8 7.8 2.665e-15 92
4 M6 Y 10.872 17.464 0 18.4
5 M6 Y 17.464 20.437 18.4 36.8
6 M6 Y 20.437 20.788 36.8 55.2
7 M6 Y 20.788 17.813 55.2 73.6
8 M6 Y 17.813 10.517 73.6 92
9 M8 Y 56.639 30.511 0 18.4
10 M8 Y 30.511 28.819 18.4 36.8
11 M8 Y 28.819 30.762 36.8 55.2
12 M8 Y 30.762 33.555 55.2 73.6
13 M8 Y 33.555 57.998 73.6 92
14 M9 Y 34.668 43.046 0 18.4
15 M9 Y 43.046 42.765 18.4 36.8
16 M9 Y 42.765 41.049 36.8 55.2
17 M9 Y 41.049 41.316 55.2 73.6
18 M9 Y 41.316 36.341 73.6 92
19 M10 Y 36.615 30.519 0 18.4
20 M10 Y 30.519 26.162 18.4 36.8
21 M10 Y 26.162 27.456 36.8 55.2
22 M10 Y 27.456 31.809 55.2 73.6
23 M10 Y 31.809 35.309 73.6 92

Member Dis tributed Loads  (BLC 15 : BLC 10 Trans ient Area Loads)
Member Label Direction S tart Magnitude[lb/ft,F,psf] End Magnitude[lb/...S tart Location[in,%] End Location[in,%]

1 M5 Y -3.122 -3.122 6.217e-15 92
2 M7 Y -5.722 -5.722 3.553e-15 92
3 M8 Y -2.6 -2.6 2.665e-15 92
4 M6 Y -9.965 -16.008 0 18.4
5 M6 Y -16.008 -18.733 18.4 36.8
6 M6 Y -18.733 -19.055 36.8 55.2
7 M6 Y -19.055 -16.328 55.2 73.6
8 M6 Y -16.328 -9.64 73.6 92
9 M8 Y -51.917 -27.967 0 18.4
10 M8 Y -27.967 -26.416 18.4 36.8
11 M8 Y -26.416 -28.198 36.8 55.2
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Member Dis tributed Loads  (BLC 15 : BLC 10 Trans ient Area Loads) (Continued)
Member Label Direction S tart Magnitude[lb/ft,F,psf] End Magnitude[lb/...S tart Location[in,%] End Location[in,%]

12 M8 Y -28.198 -30.758 55.2 73.6
13 M8 Y -30.758 -53.163 73.6 92
14 M9 Y -31.777 -39.457 0 18.4
15 M9 Y -39.457 -39.2 18.4 36.8
16 M9 Y -39.2 -37.626 36.8 55.2
17 M9 Y -37.626 -37.871 55.2 73.6
18 M9 Y -37.871 -33.312 73.6 92
19 M10 Y -33.563 -27.974 0 18.4
20 M10 Y -27.974 -23.981 18.4 36.8
21 M10 Y -23.981 -25.168 36.8 55.2
22 M10 Y -25.168 -29.157 55.2 73.6
23 M10 Y -29.157 -32.366 73.6 92

Member Dis tributed Loads  (BLC 16 : BLC 7 Trans ient Area Loads)
Member Label Direction S tart Magnitude[lb/ft,F,psf] End Magnitude[lb/...S tart Location[in,%] End Location[in,%]

1 M5 Y 37.451 37.451 6.217e-15 92
2 M7 Y 68.638 68.638 3.553e-15 92
3 M8 Y 31.188 31.188 2.665e-15 92
4 M6 Y 2.719 4.368 0 18.4
5 M6 Y 4.368 5.111 18.4 36.8
6 M6 Y 5.111 5.199 36.8 55.2
7 M6 Y 5.199 4.455 55.2 73.6
8 M6 Y 4.455 2.63 73.6 92
9 M8 Y 14.166 7.631 0 18.4
10 M8 Y 7.631 7.208 18.4 36.8
11 M8 Y 7.208 7.694 36.8 55.2
12 M8 Y 7.694 8.392 55.2 73.6
13 M8 Y 8.392 14.505 73.6 92
14 M9 Y 8.67 10.766 0 18.4
15 M9 Y 10.766 10.695 18.4 36.8
16 M9 Y 10.695 10.266 36.8 55.2
17 M9 Y 10.266 10.333 55.2 73.6
18 M9 Y 10.333 9.089 73.6 92
19 M10 Y 9.157 7.633 0 18.4
20 M10 Y 7.633 6.543 18.4 36.8
21 M10 Y 6.543 6.867 36.8 55.2
22 M10 Y 6.867 7.955 55.2 73.6
23 M10 Y 7.955 8.831 73.6 92

Member Dis tributed Loads  (BLC 17 : BLC 8 Trans ient Area Loads)
Member Label Direction S tart Magnitude[lb/ft,F,psf] End Magnitude[lb/...S tart Location[in,%] End Location[in,%]

1 M5 Y -34.329 -34.329 3.553e-15 92
2 M7 Y -62.916 -62.916 7.105e-15 92
3 M8 Y -28.588 -28.588 8.882e-16 92
4 M6 Y -.906 -1.456 0 18.4
5 M6 Y -1.456 -1.703 18.4 36.8
6 M6 Y -1.703 -1.733 36.8 55.2
7 M6 Y -1.733 -1.486 55.2 73.6
8 M6 Y -1.486 -.877 73.6 92
9 M8 Y -4.728 -2.546 0 18.4
10 M8 Y -2.546 -2.403 18.4 36.8
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Member Dis tributed Loads  (BLC 17 : BLC 8 Trans ient Area Loads) (Continued)
Member Label Direction S tart Magnitude[lb/ft,F,psf] End Magnitude[lb/...S tart Location[in,%] End Location[in,%]

11 M8 Y -2.403 -2.564 36.8 55.2
12 M8 Y -2.564 -2.795 55.2 73.6
13 M8 Y -2.795 -4.828 73.6 92
14 M9 Y -2.891 -3.59 0 18.4
15 M9 Y -3.59 -3.566 18.4 36.8
16 M9 Y -3.566 -3.421 36.8 55.2
17 M9 Y -3.421 -3.443 55.2 73.6
18 M9 Y -3.443 -3.029 73.6 92
19 M10 Y -3.052 -2.544 0 18.4
20 M10 Y -2.544 -2.181 18.4 36.8
21 M10 Y -2.181 -2.289 36.8 55.2
22 M10 Y -2.289 -2.651 55.2 73.6
23 M10 Y -2.651 -2.943 73.6 92

Envelope AISC 14th(360-10): ASD S teel Code Checks
Member Shape Code C...Loc[in] LC Shear ... Loc[in] Dir LC Pnc/om [k] Pnt/om [k] Mnyy/om...Mnzz/om... Cb Eqn

1 M1 W10x22 .312 126 12 .031 120.75 z 6 100.345 194.311 15.22 53.149 1.078 H1-1b
2 M2 W10x22 .313 126 9 .030 120.75 z 3 100.345 194.311 15.22 53.167 1.078 H1-1b
3 M3 W8x21 .221 0 14 .045 0 y 2 88.685 184.431 14.197 50.898 2.248 H1-1b
4 M4 W8x21 .221 0 14 .045 0 y 2 88.685 184.431 14.197 50.898 2.246 H1-1b
5 M5 C8x11.5 .136 0 3 .013 92 y 14 23.264 72.647 2.231 14.464 1.137 H1-1b
6 M6 C8x11.5 .173 0 3 .010 71.875 y 6 23.264 72.647 2.231 17.299 2.171 H1-1b
7 M7 HSS2.5X2.5... .251 46 14 .035 0 y 14 27.269 54.263 3.742 3.742 1.136 H1-1b
8 M8 HSS2.5X2.5... .203 46 2 .032 0 y 12 27.269 54.263 3.742 3.742 1.129 H1-1b
9 M9 HSS2.5X2.5... .158 46 11 .022 92 y 12 27.269 54.263 3.742 3.742 1.137 H1-1b
10 M10 HSS2.5X2.5... .113 46 11 .018 0 y 12 27.269 54.263 3.742 3.742 1.129 H1-1b
11 M11 HSS4x4x4 .063 92 6 .064 92 y 12 72.584 92.826 10.765 10.765 2.36 H1-1b
12 M12 HSS4x4x4 .049 75.708 6 .056 0 z 11 72.584 92.826 10.765 10.765 1.741 H1-1b
13 M13 HSS4x4x4 .024 46 7 .005 92 z 7 72.584 92.826 10.765 10.765 2.218 H1-1b
14 M14 HSS4x4x4 .066 0 9 .016 0 y 3 81.631 92.826 10.765 10.765 2.251 H1-1b
15 M15 HSS4x4x4 .066 0 12 .016 0 y 6 81.631 92.826 10.765 10.765 2.251 H1-1b

RISA-3D Version 17.0.1      Page 7 [C :\Users\RMH\Desktop\Academy Bank - ITM Shelter.r3d] 



BEAM

COLUMN











www.hilti.com

Hilti PROFIS Engineering 3.0.47

Input data and results must be checked for conformity with the existing conditions and for plausibility! 
PROFIS Engineering ( c ) 2003-2018 Hilti AG, FL-9494 Schaan   Hilti is a registered Trademark of Hilti AG, Schaan 

1

Company:
Address:
Phone I Fax:
Design:
Fastening point:

 | 
Concrete - Aug 6, 2019 (1)

Page:
Specifier:
E-Mail:
Date:

1

8/6/2019

Specifier's comments: 

1 Input data

 Anchor type and diameter:  Hex Head ASTM F 1554 GR. 36 3/4

 Item number:  not available

 Effective embedment depth:  hef = 25.000 in.

 Material:  ASTM F 1554

 Proof:  Design Method ACI 318-11 / CIP

 Stand-off installation:  eb = 0.000 in. (no stand-off); t = 0.750 in.

 Anchor plateR :  lx x ly x t = 17.000 in. x 17.000 in. x 0.750 in.; (Recommended plate thickness: not calculated)

 Profile:  W shape (AISC), W10X22; (L x W x T x FT) = 10.200 in. x 5.750 in. x 0.240 in. x 0.360 in.

 Base material:  cracked concrete, 4000, fc' = 4,000 psi; h = 48.000 in.

 Reinforcement:  tension: condition B, shear: condition B;

 edge reinforcement: none or < No. 4 bar

R -  The anchor calculation is based on a rigid anchor plate assumption.

Geometry [in.] & Loading [kip, ft.kip]
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1.1 Design results
Case  Description Forces [kip] / Moments [ft.kip] Seismic Max. Util. Anchor [%]

1  Combination 1 N = 0.000; Vx = 0.000; Vy = -1.500;
Mx = 20.00000; My = 0.00000; Mz = 0.00000;

no 39

2 Load case/Resulting anchor forces
Load case: Design loads

Anchor reactions [kip]
Tension force: (+Tension, -Compression)

Anchor Tension force Shear force Shear force x Shear force y
1 0.000 0.344 0.088 -0.332
2 0.000 0.269 0.088 -0.254
3 0.000 0.185 0.088 -0.163
4 5.599 0.344 -0.088 -0.332
5 5.625 0.269 -0.088 -0.254
6 5.655 0.185 -0.088 -0.163

max. concrete compressive strain: 0.15 [‰]
max. concrete compressive stress: 659 [psi]
resulting tension force in (x/y)=(-0.145/6.750): 16.878 [kip]
resulting compression force in (x/y)=(-0.145/-7.469): 16.878 [kip]

 Anchor forces are calculated based on the assumption of a rigid anchor plate.

Tension

Compression

1 2 3

4 5 6

x

y

3 Tension load

Load Nua [kip] Capacity f Nn [kip] Utilization bN = Nua/f Nn Status
 Steel Strength* 5.655 14.529 39 OK

 Pullout Strength* 5.655 14.650 39 OK

 Concrete Breakout Failure** 16.878 177.549 10 OK

 Concrete Side-Face Blowout, direction ** N/A N/A N/A N/A

 * highest loaded anchor    **anchor group (anchors in tension)
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3.1 Steel Strength

Nsa = Ase,N futa            ACI 318-11 Eq. (D-2)
f  Nsa ≥ Nua            ACI 318-11 Table D.4.1.1

Variables

Ase,N [in.2] futa [psi]
0.33 58,000

Calculations

Nsa [kip]
19.372

Results

Nsa [kip] f steel f  Nsa [kip] Nua [kip]
19.372 0.750 14.529 5.655

3.2 Pullout Strength

NpN = y c,p Np            ACI 318-11 Eq. (D-13)
Np = 8 Abrg f

'
c            ACI 318-11 Eq. (D-14)

f  NpN ≥ Nua            ACI 318-11 Table D.4.1.1

Variables
y c,p Abrg [in.2] l a f'c [psi]

1.000 0.65 1.000 4,000

Calculations

Np [kip]
20.928

Results

Npn [kip] f concrete f  Npn [kip] Nua [kip]
20.928 0.700 14.650 5.655
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3.3 Concrete Breakout Failure

Ncbg = (ANc
ANc0

) y ec,N y ed,N y c,N y cp,N Nb            ACI 318-11 Eq. (D-4)

f  Ncbg ≥ Nua            ACI 318-11 Table D.4.1.1
ANc see ACI 318-11, Part D.5.2.1, Fig. RD.5.2.1(b)
ANc0 = 9 h2

ef            ACI 318-11 Eq. (D-5)

y ec,N = ( 1

1 + 
2 e'

N
3 hef

) ≤ 1.0            ACI 318-11 Eq. (D-8)

y ed,N = 0.7 + 0.3 ( ca,min
1.5hef

) ≤ 1.0            ACI 318-11 Eq. (D-10)

y cp,N = MAX(ca,min
cac

, 
1.5hef

cac
) ≤ 1.0            ACI 318-11 Eq. (D-12)

Nb = 16 l a √f'c h
5/3
ef            ACI 318-11 Eq. (D-7)

Variables

hef [in.] ec1,N [in.] ec2,N [in.] ca,min [in.] y c,N

25.000 0.022 0.000 ∞ 1.000

cac [in.] kc l a f'c [psi]
- 16 1.000 4,000

Calculations

ANc [in.2] ANc0 [in.2] y ec1,N y ec2,N y ed,N y cp,N Nb [kip]
6,600.00 5,625.00 0.999 1.000 1.000 1.000 216.297

Results

Ncbg [kip] f concrete f  Ncbg [kip] Nua [kip]
253.642 0.700 177.549 16.878
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4 Shear load

Load Vua [kip] Capacity f Vn [kip] Utilization bV = Vua/f Vn Status
 Steel Strength* 0.344 7.555 5 OK

 Steel failure (with lever arm)* N/A N/A N/A N/A

 Pryout Strength** 1.500 380.375 1 OK

 Concrete edge failure in direction ** N/A N/A N/A N/A

 * highest loaded anchor    **anchor group (relevant anchors)

4.1 Steel Strength

Vsa = 0.6 Ase,V futa            ACI 318-11 Eq. (D-29)
f  Vsteel ≥ Vua            ACI 318-11 Table D.4.1.1

Variables

Ase,V [in.2] futa [psi]
0.33 58,000

Calculations

Vsa [kip]
11.623

Results

Vsa [kip] f steel f  Vsa [kip] Vua [kip]
11.623 0.650 7.555 0.344
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4.2 Pryout Strength

Vcpg = kcp [(ANc
ANc0

) y ec,N y ed,N y c,N y cp,N Nb ]            ACI 318-11 Eq. (D-41)

f  Vcpg ≥ Vua            ACI 318-11 Table D.4.1.1
ANc see ACI 318-11, Part D.5.2.1, Fig. RD.5.2.1(b)
ANc0 = 9 h2

ef            ACI 318-11 Eq. (D-5)

y ec,N = ( 1

1 + 
2 e'

N
3 hef

) ≤ 1.0            ACI 318-11 Eq. (D-8)

y ed,N = 0.7 + 0.3 ( ca,min
1.5hef

) ≤ 1.0            ACI 318-11 Eq. (D-10)

y cp,N = MAX(ca,min
cac

, 
1.5hef

cac
) ≤ 1.0            ACI 318-11 Eq. (D-12)

Nb = 16 l a √f'c h
5/3
ef            ACI 318-11 Eq. (D-7)

Variables

kcp hef [in.] ec1,N [in.] ec2,N [in.] ca,min [in.]
2 25.000 3.833 0.000 ∞

y c,N cac [in.] kc l a f'c [psi]
1.000 - 16 1.000 4,000

Calculations

ANc [in.2] ANc0 [in.2] y ec1,N y ec2,N y ed,N y cp,N Nb [kip]
7,788.00 5,625.00 0.907 1.000 1.000 1.000 216.297

Results

Vcpg [kip] f concrete f  Vcpg [kip] Vua [kip]
543.393 0.700 380.375 1.500

5 Combined tension and shear loads

bN bV z Utilization bN,V [%] Status
0.389 0.045 5/3 22 OK

bNV = bz 
N + bz 

V <= 1
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6 Warnings
•  The anchor design methods in PROFIS Engineering require rigid anchor plates per current regulations (AS 5216:2018, ETAG 001/Annex C,

 EOTA TR029 etc.). This means load re-distribution on the anchors due to elastic deformations of the anchor plate are not considered - the
 anchor plate is assumed to be sufficiently stiff, in order not to be deformed when subjected to the design loading. PROFIS Engineering calculates
 the minimum required anchor plate thickness with CBFEM to limit the stress of the anchor plate based on the assumptions explained above. The
 proof if the rigid anchor plate assumption is valid is not carried out by PROFIS Engineering.  Input data and results must be checked for
 agreement with the existing conditions and for plausibility!

•  Condition A applies where the potential concrete failure surfaces are crossed by supplementary reinforcement proportioned to tie the potential
 concrete failure prism into the structural member. Condition B applies where such supplementary reinforcement is not provided, or where pullout
 or pryout strength governs.

•  For additional information about ACI 318 strength design provisions, please go to  https://submittals.us.hilti.com/PROFISAnchorDesignGuide/

Fastening meets the design criteria!
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Coordinates Anchor in.

Anchor x y c-x c+x c-y c+y

1 -6.500 -6.750 - - - -
2 -0.500 -6.750 - - - -
3 6.500 -6.750 - - - -

Anchor x y c-x c+x c-y c+y

4 -6.500 6.750 - - - -
5 -0.500 6.750 - - - -
6 6.500 6.750 - - - -

7 Installation data
 Anchor type and diameter: Hex Head ASTM F 1554 GR.
 36 3/4

 Profile: W shape (AISC), W10X22; (L x W x T x FT) = 10.200 in. x 5.750 in. x
 0.240 in. x 0.360 in.

 Item number: not available 

 Hole diameter in the fixture: df = 0.813 in.  Installation torque: -
 Plate thickness (input): 0.750 in.  Hole diameter in the base material: - in.
 Recommended plate thickness: not calculated  Hole depth in the base material: 25.000 in.

 Minimum thickness of the base material: 26.000 in.

 Hilti Hex Head headed stud anchor with 25 in embedment, 3/4, Steel galvanized, installation per instruction for use
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8 Remarks; Your Cooperation Duties
•  Any and all information and data contained in the Software concern solely the use of Hilti products and are based on the principles, formulas and

 security regulations in accordance with Hilti's technical directions and operating, mounting and assembly instructions, etc., that must be strictly
 complied with by the user.  All figures contained therein are average figures, and therefore use-specific tests are to be conducted prior to using
 the relevant Hilti product.  The results of the calculations carried out by means of the Software are based essentially on the data you put in. 
 Therefore, you bear the sole responsibility for the absence of errors, the completeness and the relevance of the data to be put in by you.
 Moreover, you bear sole responsibility for having the results of the calculation checked and cleared by an expert, particularly with regard to
 compliance with applicable norms and permits, prior to using them for your specific facility.  The Software serves only as an aid to interpret norms
 and permits without any guarantee as to the absence of errors, the correctness and the relevance of the results or suitability for a specific
 application.

•  You must take all necessary and reasonable steps to prevent or limit damage caused by the Software.  In particular, you must arrange for the
 regular backup of programs and data and, if applicable, carry out the updates of the Software offered by Hilti on a regular basis. If you do not use
 the AutoUpdate function of the Software, you must ensure that you are using the current and thus up-to-date version of the Software in each
 case by carrying out manual updates via the Hilti Website.  Hilti will not be liable for consequences, such as the recovery of lost or damaged data
 or programs, arising from a culpable breach of duty by you.
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